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1. INTRODUCTION

This technical report has been drawn up as indicated in Agreement # GC-1630 of June 14, 2016 be-
tween “SAKENERGOREMONTI” (Customer) and “Geoengineering* Ltd (Contractor). The objec-
tive of the assignment was to conduct geotechnical investigation of the construction sites for the tow-
ers of Ksani-Stepantsminda 500 KW transmission line.

At this stage, as per the Customer’s assignment, AP-86 tower construction site was investigated. The
list and coordinates of the site are given in Table-1.

Table 1.1 Investigated sites of Ksani-Stepantsminda 500 KW transmission line towers

Coordinates
Tower #

X Y

AP-86 470690 4661693

The whole set of works was performed within the period from June 16 through July 30 2016, as per
the customer-issued program and specification.

Within the field works the following was executed:

e Preliminary site investigations;

e Dirilling vertical boreholes, with diameter 151-92 mm, depth 10 m.
e Standard penetration tests (SPT).

e Taking disturbed and undisturbed soil samples.

e Vertical electric sounding (VES).

Boreholes were drilled by dry core drilling method, with YI'b-1-BC self-propelled drilling rigs, with
dry core drilling method, without flushing fluid. The boreholes were drilled with 152-92 mm diameter
drilling equipment and soil samples were taken using appropriate diameter soil samplers.

Borehole lithologs are given in Annex-2. They include the following data:

1. Borehole number and drilling date;
Drilling method and type of drilling equipment;
. Drilling diameter;

. Geographical coordinates of borehole;

2.
3
4
5. Depth ranges and final depth for the soil strata encountered in the boreholes;
6. Soil sampling depth range;

7. Type and depth of test executed in the borehole;

8. Description of the soil strata;

9

. Ground water table in the borehole (in case of groundwater phenomena);
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10. Project Name and Contract Number;

11. Name of person who prepared the description (borehole log).

Laboratory-tested were particle-size distribution, physical/mechanical properties and chemical
composition for soils. Testing results are given in the textual part of the report, as well as in Annex-3
and Annex-4.

Laboratory analyses of soil samples were performed in accordance with relevant standards. Laboratory
tests and standards to which they were performed are listed in Table 1.2.

Table 1.2 Types of laboratory testing works and standards to which they were performed

# WORK NAME TESTING STANDARD / METHOD

1 Laboratory tests

1.1 | Determining moisture content
1.2 | Atterberg limits

1.3 | Particles density BS 1377: Part-2
14 | Density

L5 | Particle-size distribution

1.6 | Soils and waters chemical analyses BS 1377: Part-3
L7 | Uniaxial Compression Test for rock material ASTM D 2938-95

Types and quantities of field, laboratory and office study works executed for engineering geological
investigation of the survey area is given in Table 1.3.

Table-1.3 Types and quantities of works executed for investigation of the sites

N# NAME UNIT MEASURE Q-TY
1 Field investigations:

1.1 | Preliminary site investigation piece 1

1.2 | Drilling vertical boreholes with sampling up to 10 m depth piece/meter 1/10

1.2 | Borehole logs piece/meter 1/10

1.3 | Standard penetration test (SPT). 1 test

1.4 | Vertical electric sounding (VES) 1 test 2

2 Laboratory investigations:

2.1 | Moisture content 1 test 6
22 | Atterberg limits 1 test 3
2.3 | Particle-size distribution 1 analysis 3
24 | Density 1 test 6
2.5 | Particle density 1 test 6
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N# NAME UNIT MEASURE Q-TY
2.6 | Uniaxial compression test 1 test 2
2.7 | Calculations for shear parameters calculations 1
2.8 | Chemical analysis analysis 2
3 Office study:
3.2 | Darwing up a technical report 1 report 1

2. AVAILABLE INFORMATION ON GEOTECHNICAL CONDITIONS

There has been no material retrieved on any earlier engineering surveys on the location line of the pro-
ject Ksani-Stepantsminda 500 KW transmission line. Retrieved and used in this report are archive and
library materials on the natural conditions, including climate, geological structure, hydrogeological
and geodynamic conditions of the area.

3. GENERAL DESCRIPTION OF ENVIRONMENT

3.1 CLIMATIC CONDITIONS
Climatic data on Ksani-Stepantsminda 500 KW transmission line location is based on the data from
Mukhrani, Mtskheta, Dusheti, Pasanauri, Bursachiri, and Stepantsminda meteorological stations. The

data is taken from construction climatology norm (PN 01.05-08).

According to the main characteristics given in Table-2 of the said norm, the area is attributed to sub-
districts I-c and II-b.

In the tables below, the values for main meteorological elements are given according to the above data
from meteorological stations.

Table 3.1.1 Main climate properties of the climate subdistrict (according to Table-2 of the norm)

R R I s 5 3
v . (8] — 'S =
> £ = k7 20 =
Q = = +< S
: © < 2 3 Average c g Average tem- £
Meteorologic RS © g temperature | S g © . g
. i ) 7] . € 2 € | peratureinJu- 2>
al station T 2 i in January, = V. °C =5
g2 | E| @© °C 23 Y z°
<® O = = ? %
O o o [nd
Mukhrani 260
Mtskheta 464 II IIb From -5to -2 - From +21 to +25 -
Dusheti 905
Pasanauri 1064
Bursachiri 1760 I Ic From -4 to -14 - From +12 to +21 -
Stepantsminda 1747
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Table 3.1.2 Air temperature and humidity (based on Tables 11,12,13 of the Norm)

By month
>
Meteorological station | Climate Characteristic §
| V]V VEVIHEVHEX ] X | XTI XTT] >
Average Monthly and Year-| | |1 536159 139[172]202[20.4163(11.2]5.5] 0.8 | 9.7
ly Air Temperature, "C
Absolute Minimum Air 290
Temperature, °C '
Absolute Maximum Air
0 39.0
Mukhrani Temperature, C
Mean Maximum of the ) N U S 0" R I R )
hottest month, °C :
Mean range of air tempera- | ¢ 5| |17 71g4(81(7.9|7.0(7.6|83(89|74|65] -
ture, C
Relative air humidity, % 80 |78 721677068 65|66|71|76|79 |81 | 73
Average Monthly and Year-| 11 |5 7111 2/16.4020.8232[23.118.713.1{ 7.0 [ 2.4 [11.9
ly Air Temperature, "C
Absolute Minimum Air 4
Temperature, °C
Absolute Maximum Air 40
Temperature, °C
Mtskheta Mean Maximum of the i S S S U VN P9 I N I I i
hottest month, °C :
Mean range of air tempera- | ¢ 3 | ¢ c176180(74(7.1|6.9(72|74]78]74|7.1] -
ture, 'C
Relative air humidity, % T3 1701681656561 |58 5663707675 67
Average Monthly and Year-| | 4| 513615 9(13.9/17.2/202}20.4]16.3(112/ 5.5 0.8 | 9.7
ly Air Temperature, "C
Absolute Minimum Air 26
Temperature, °C
Absolute Maximum Air 35
. Temperature, °C
Dusheti -
Mean Maximum of the ) R A S 7 R N I N )
hottest month, °C )
Mean range of air tempera- | ¢ ¢ 319 7|11 2/11.011.0/10.7]11.0(11.2/102/8.7[8.2| -
ture, C
Relative air humidity, % T2 1721701687270 69 (6672757574 71
Average Monthly and
Yearly Air Temperature, |-4.1|-2.6/1.9|7.4(12.4{15.6/18.5|18.5{14.4{9.4|3.7|-1.6| 7.8
0
C
Absolute Minimum Air 30
Temperature, °C
Absolute Maximum Air 36
Pasanauri Temperature, °c
Mean Maximum of the 253
hottest month, °C A N N 1 R R I R
Mean range of air tempera- | ¢ ¢ 1o 5196|11311.811.9/112[12.1[11.3/10.8/ 8.8 [ 79| -
ture, 'C
Relative air humidity, % 76 |74 73|70 |74 |74\ 73 [ 72(76 |77 |77 |77 | 74
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By month >
Meteorological station | Climate Characteristic §
| vy v | v VIV X | XX XTI >
Average Monthly and
Yearly Air Temperature, -6.1|-5.7(-2.012.9| 8.2 (14.4|14.3|14.5|10.6(6.1|0.7{-3.7| 4.3
0
C
Absolute Minimum Air 3
Temperature, °C
Absolute Maximum Air 30
Bursachiri Temperature, °C
Mean Maximum of the N U U U U Y N N I B I
hottest month, °C '
Mean range of air tempera- | ¢ < 114 0110.9/8.8 8.7 (8.6 | 8.9 [9.3]9.2|8.7[8.0( 79/ -
ture, C
Relative air humidity, % 67 |68 |71 |72 1737272 |72|76|74|72|67 |71
Average Monthly and
Yearly Air Temperature, |-5.2|-4.7|-1.5/4.0 (9.0 [11.8/14.4|14.4{10.6/ 6.6 | 1.5|-2.6|4.9
0
C
Absolute Minimum Air 34
Temperature, °C
Absolute Maximum Air By
Stepantsminda Temperature, °C
Mean Maximum of the N A U U U U ) N I I I
hottest month, °C :
Mean range of air tempera- | o < | ¢ 10,5/10.6[10.2(10.4| 9.5 [11.210.2(10.3/ 9.5 9.8 | -
ture, 'C
Relative air humidity, % 62 (6366|6970 |71 |74 |72|72|67|64]|61 |68
Table-3.1.3 Amount of Precipitation and Snow Cover (based on Tables 15, 17of the Norm)
pAmount of precip- | Amount of pre- Weight of snow | Number of days |Water content of Amount of pre-
itation in a year, cipitation in 24 ; cipitation in a
cover, kPa with snow cover [snow cover, mm
mm hours, mm year, mm
Mukhrani 591 8887 0.50 29 -

Mtskheta 636 110 0.50 15 -

Dusheti 738 82 0.50 53 43
Pasanauri 999 93 0.96 95 99
Bursachiri 1400 120 2.70 150 503

Stepantsminda 786 111 0.84 104 180
Table-3.1.4 Standard Values of Wind Pressure (based on Table-18 of the Norm)
Meteorological station Once in 5 years, kPa Once in 15 years, kPa
Mukhrani 0.48 0.6
Mitskheta 0.73 0.85
Dusheti 0.30 0.38
Pasanauri 0.30 0.38
Bursachiri 0.38 0.38
Stepantsminda 0.23 0.30
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Table-3.1.5 Greatest Wind Velocity with Probability Once in 1, 5, 10, 15, 20 Years, m/s (Based on Table-19
of the Norm)

Meteoro_loglcal in 1 year in 5 years in 10 years in 15 years in 20 years
station
Mukhrani 24 28 30 31 32
Mtskheta 28 33 35 36 37
Dusheti 18 23 25 27 29
Pasanauri 17 21 23 24 25
Bursachiri 20 24 25 26 27
Stepantsminda 18 20 21 22 22
Table-3.1.6 Frequency of Wind Directions (based on Table-19 of the Norm)
Meteorological . Direction
station Wind property N[ NE] E [ SE] S[sw[w[nw| &M
Frequency of wind direc-| January 4 11132 3] 1| 1]31]17 -
Mukhrani tions (%) July 2 4 20 10| 3| 1 |[40] 20 -
Wind direction and cz;lm frequency in & 5 g |31l 7121 1132 17 39
year, %
Frequency of wind direc-| January - - - -l - - -] - -
tions (%) July - - - A -
Mtskheta Wind direction and calm frequency ina| ) ) B i
year, %
Frequency of wind direc-| January 10 | 21 | 21 10]12] 8 |12] 6 -
. tions (%) July 16 | 18|21 12]17] 7 112] 7 -
Dusheti Wind direction and calm frequency in a
ind directt m frequency | 71 17 ]20] 12017 9 |12| 6 35
year, %
. Frequency of wind direc-| January | 29 | 8 | 28] 18) 4| 1] 0] 2 -
Bursachiri ; o
tions (%) July 31| 6 | 8| 5|30/ 16| 1| 3 -
Meteorological . Direction
station Wind property N[ NE] E [ SE] S[sw[w[nw| &M
Wind direction and calm frequency in a 23 6 1 220 121200 81 1] 3 59
year, %
Frequency of wind direc-| January 11 1 1| 4|70 13/ 0] 0 -
i 0,
Stepantsminda _ 'tlon?_( %) July . 46 | 4 2| 3136 5|1 3 -
Wind direct’ion and cglm frequency in 25 ) 1l alsl ol 1] 1 13
ayear, %

Table 3.1.7 Seasonal Freezing Depth for Any Soils Depth, cm (based on Table-20 of the Norm)

Meteorological Clay and clayey Fine and silty Medlum-gralneq Macro-fragmental
. . and coarse sand; .
station soil sand, clayey sand soil
gravelly sand
Mukhrani 24 29 31 36
Mtskheta 22 26 28 33
Dusheti 32 38 42 48
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Meteorological Clay and clayey Fine and silty Medlum-grameq Macro-fragmental
. . and coarse sand; .
station soil sand, clayey sand soil
gravelly sand
Pasanauri 66 79 86 99
Bursachiri 96 115 125 144
Stepantsminda 83 100 108 124

3.2 GEOMORPHOLOGICAL AND HYDROGRAPHICAL CONDITIONS

The survey area through which the project 500 KW transmission line route runs is characterized by
diverse geomorphological conditions. At the start of the route, adjacent to Ksani substation, the area
represents accumulation relief of alluvial/proluvial sediments developed in the r. Mtkvari inetrmoun-
tain synclinal bowl. From the area adjacent to the substation to village Old Kanda, the route lies on the
monoclynal mountain range of East-West direction which is structured with Meotian-Pontian and Up-
per Sarmatian marine and land molasses sediments. From Old Kanda to village Eredi, the project route
is located in the line of Pliocene-Quaternary plunge of the Georgian block, within the range of
Mukhrani-Tirifoni low land and is represented by alluvial-proluvial deposits. Further the project route
transfers into the line of Neogene structures of Kartli foot-hill, within the range of Saguramo-lalno
synclinal mountain range. The central and northern parts of the project route are located in the isoclin-
ic-horst raise line of the main dividing ridge of the Greater Caucasus. It is located in Pshavi-Mtiuleti
and Khevi regions. Mtiuleti geomorphological region includes southern slopes of the main dividing
and marginal ridges. The project route follows the Ksani, Aragvi and Gudamakari valleys up to Bur-
sachiri pass, while Khevi geomorphological region includes the valleys of the r. Terek and the r.
Snostskali and is located on the northern slopes of the main and marginal ridges structured with Lower
Jurassic deposits.

On the survey site, where the project transmission line is located, four sites are distinguished differing
in terms of relief. The first one, from Ksani power station to Old Kanda has erosional-denudational
mountainous relief. The second one, form Old Kanda to village Mchadidzhvari, includes the plain be-
tween the r. Ksani and the r. Aragvi, which (with absolute elevations up to 900 — 950 m) gradually
transfers into the third, foot-hill area with undulating relief, up to borough Pasanauri — with higher ab-
solute elevations up to 1200 m. This relief is dissected with numerous gulleys and river channels; the
gulleys are mostly dry, and development of ravination is frequent, while the rivers are distinguished
for small abundance of water. Land forms of the slopes are mostly gently rolling, occasionally with
steep hillsides. On this site, ravination and erosion processes are frequent; mud streams, rush of water
in gulleys and river channels are not rare. The fourth site goes along the narrow valley of the r.
Gudamakari Aragvi and also transfers into the river Snostskali narrow valley, with absolute elevations
up to 1100-1700-1800 m, to village Achkhoti where the r. Snostskali joins the r. Terek. On this site,
there are frequent erosional-denudational and gravitational processes which mainly favor formation of
various land forms. Variety of landforms is also caused by the lithology of structuring rocks and tec-
tonic structures, existence of fractured rock material, Quaternary glacial, river sediments, colluvial and
denudational processes in the massive. Along the river banks, mural escarpments alternate with ero-
sional gulleys existing between them, the bottom of which is almost everywhere covered with col-
lapsed crushed gravel (occasionally with boulders). Therefore, often forestless and shrubby valleys of
the r. Aragvi and the r. Snostskali are characterized by complicated and severe landforms having
formed as a result of erosions and other active denudational processes.
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In terms of hydrography, the predominant artery of the survey area is represented by the rivers: Ksani,
Aragvi and Snostskali in which several small, relatively water-abundant tributaries flow in. These in-
flows (both left and right) are characterized by mainly small course, though during intense rains it is of
mudflow character. It is also worth mentioning that snow avalanches from steep slopes are likely in
the northern part of the r. Aragvi valley and most of the r. Snostskali valley.

3.3 GEOLOGICAL STRUCTURE

According to the Scheme of Tectonic Zoning of Georgia (E. Gamkrelidze, 2000) the upper northern
segment of the project Ksani-Stepantsminda 500 KW transmission line is located in Kazbegi-
Lagodekhi zone of the Caucasus fold system; the central segment is located in Mestia-Tianeti zone
and the lower southern segment is located in Kartli molasse subzone of the Southern Caucasus inter-
mountain area.

The survey route area is structured with both sedimented and magmatic rocks, including Lower Juras-
sic to Quaternary. Their description in the upward section (from old to recent) is given below, while
the strata distributed on the area are graphically shown on the Schematic Geological Map of the area
(see Anenx-1).

Jit - Toarcian stage. Kazbegi-Lagodekhi zone: black clay shales, siltstones, occasionally lenses and
intercalations of intraformational conglomerates. In places thick benches of thick-bedded and massive
sandstones.

Joa - Aalenian stage. Kazbegi-Lagodekhi zone: black clay shales with concretions of clayey siderite
with intercalations of sandstone turbidites. In lower part of section, in places basalts and their volcanic
tuffs.

Job-bt - Bajocian and Bathonian stages. Kazbegi-Lagodekhi zone: clay shales, quartzy and polimictic
sandstones, in places sandy limestones.

J30; - Upper substage of Oxfordian stage. Mestia-Tianeti zone. Clastic-limestone flysch: clastic-
limestone, and more rarely sandstone-gritstone turbidites, pelagic marls and clay shales.

Jskm-tt - Kimmeridgian and Tithonian stages. Mestia-Tianeti zone: clastic-limestone, and more rarely
sandstone-gritstone turbidites, pelagic clayey limestones, marls and argillites, in places oolitic limes-
tones.

Kib-h; - Berriasian and Valanginian stages and lower substage of Hauterivian stage. Mestia-Tianeti
zone: clastic-limestone and sandstone turbidites, pelagic marls, limestones, argillites and clay shales.

Kihg-br - Upper substage of Hauterivian stage and Baremian stage. Mestia-Tianeti zone. Sandstones-
siltstone flysch: sandstone and siltstone turbidites and pelagic argillites.

Kja-al - Aptian and Albian stages. Mestia-Tianeti zone. Sandstones-sillestone flysch: sandstone,
gritstone and siltstone turbidites, pelagic clays, argillites and marls.

K - Upper Cretaceous (undivided). Mestia-Tianeti zone: sandstone-sillstone (in lower part) and clas-
tic-limestone (in upper part) flysch: siltstone, sandstone, gritstone and clastic limestone turbidites,
olistostromes, pelagic marls, cherty argillites, phthanites, in places alternation of pelitomorphic limes-
tones and marls.
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E;-E,* — Paleocene, Lower and Middle Eocene. Mestia-Tianeti zone. Sandstone-silstone flysch:
sandstone, siltstone turbidites, pelagic argillites and marls, limestones, cherty argillites, phthanites, in
places basal conglomerates, conglomerate-breccias, sandstones and arenaceous limestones.

E,®> — Upper Eocene. Mestia-Tianeti zone. Sandstone-sillstone flysch: sandstone, gritstone and
siltstone turbidites, pelagic marls and clays, olistostromes with intercalations of schistose clays,
sandstones, gritstones and conglomerates.

Es-N' — Oligocene and Lower Miocene (Maikop series). Mestia-Tianeti zone. Marine molasse:
sandstones, gritstones, weakly carbonaceous clays with marls intercalations, sometimes gypsiferous
clays and sandstones.

N:% — Middle Miocene (Tarkhnian, Chokrakian, Karaganian and Konkian stages). Marine molasse:
clays, sandstones, conglomerates (sometimes basal), marls, oolitic and arenaceous limestones.

NiS1+2 Lower and Middle Sarmatian. Marine molasse: clays, sandstones, conglomerates, marls and
limestones.

N;S3- Upper Sarmatian. Marine and continental molasse: sandstones, clays, conglomerates, somtimes
marls.

Nm+p — Meotian and Pontian stages. Marine and continental molasse: conglomerates, sandstones,
clays.

ol Q - Quaternery system (undivided). al-subaerial calc-alkalic andesites, dacites, andesite-
dacites.

ap-1bQ - Quaternery system (undivided). ap-alluvial-proluvial.

3.4 SEISMIC CONDITIONS

Based on Construction Rules and Regulations — Earthquake Resistant Construction (PN01.01-09)
currently effective in Georgia, the survey project Ksani-Stepantsminda 500 KW transmission line
route is located in the zones of different seismic activity. In Table 3.4.1 below, the data are given on
the points existing near the route, magnitude (based on MSK64 scale) and nonmetric seismicity
coefficient (A).

Table-3.4.1 Values of magnitude based on MSK64 scale and dimensionless seismic coefficient (A) by point

# Point name Magnitude (;zislz()i on MSK64 Nonmetric seismicity coefficient (A)
1 Old Kanda 8 0.16
2 Gorovani 8 0.16
3 Tsilkani 8 0.15
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# Point name Magnitude (2:21812()1 on MSK64 Nonmetric seismicity coefficient (A)
4 Ereda 8 0.15
5 Tsikhevdavi 8 0.15
6 Mchadijvari 8 0.15
7 Chubiniantkari 8 0.16
8 Chilurti 8 0.16
9 Arghuni 8 0.16
10 Dudaurebi 8 0.16
11 Bantsurtkari 8 0.20
12 KadoeTi 8 0.20
13 Tsikhisdziri 8 0.16
14 Chartali 8 0.25
15 Borough Pasanauri 9 0.29
16 Zanduki 9 0.41
17 Kikhoti 9 0.41
18 Chokhi 9 0.42
19 Dzhutaro 9 0.42
20 Karkucha 9 0.43
21 Sno 9 0.43
22 Achkhoti 9 0.43

3.5 HYDROGEOLOGICAL CONDITIONS

According to hydrogeological zoning of Georgia (I. M. Buachidze), the project Ksani-Stepantsminda
500 KW transmission line crosses the following:

1. Mestia-Tianeti fault and karstic-fault water system.

Distribution of the groundwaters of this system is connected with the upper weathering zone of Mid-
and Lower Jurassic volcanic and terrigenous deposits the depth of which is determined by the local
channeling. Intense formation of cracks is observed everywhere here, while in carbonate deposits karst
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caverns have formed, which in its turn increases water content of this complex. In the sedimented
rocks, water content of the hydrodynamic zone is low and the yield of the sources rarely exceeds 0.1-
0.5 /s, while water content of carbonate flysch deposits sometimes has 1 I/s yield. The Quaternary de-
posits (moraine, deluvial, proluvial and alluvial) forming a thick cover at the slope bottoms, are char-
acterized by high water content. The yield of the sources associated with alluvial and especially with
moraine deposits varies within wide range (from 1-3 1/s to 10 I/s and more). In the lower hydrome-
chanic zone, rocks are characterized by small water content and their yield is determined by the degree
of fracturing. Water circulation is relatively slowed down. Water outcrops are mainly associated with
regional faults. Based on chemical composition, mainly slightly mineralized (0.02-0.2 g/1) freshwater
is found containing hydrocarbonate-calcium or calcium-sodium. Occasionally are found waters con-
taining carbonic acid and alkali salt.

2. Kartli artesian basin pore, fault and karstic-fault waters

The said artesian basin includes a wide area of Mukhrani-Tirifoni depression which is limited by the
southern slopes of the Greater Caucasus Mountain Range on the north, and on the south by the north-
ern slopes of the Trialeti mountain range of the Lesser Caucasus Mountains. The survey area includes
a certain part of this artesian basin located between the r. Ksani and the r. Aragvi - left inflows of the r.
Mtkvari. In this basin, Cretaceous artesian waters are distinguished, as well as phreatic waters of con-
temporary Quaternary and Neogene deposits. The waters of Cretaceous deposits are characterized by
high mineralization, thermicity and low yield. Waters of Neogenic deposits are also characterized by
small dynamic resources; their yield is not more than 0.5 1/s, while mineralization is 1 g/l. The waters
are of hydrocarbonate-sulphate-calcium-containing type. Contemporary Quaternary alluvial, flood-
plain and above-flood-plain terrace deposits stand out for high water content.

4. GEOTECHNICAL CONDITIONS OF CONSTRUCTION SITES
41 CONSTRUCTION SITE AP-86

The construction site of Tower AP-86 of the Project Ksani-Stepantsminda 500 KW transmission line
is located in 1.2 km distance north-west from the village. In terms of morphology, the construction site
and adjacent area represent a slope with south-east inclination. Inclination of the slope is 7-10°. The
surface of the construction site is covered with grass and bushes.

Occasioanlly, at some locations adjacent to the surveyed site, the following marine molasse deposits
can be observed: conglomerates, gravelites, weakly carbonaceous clays and sands of the Neogene
Age, Lower and Middle Sarmatian stage (N;s;+2). The surveyed site itself is formed by the Quartenary
Age deluvial-proluvial deposits which thickness, as per the boring data, exceeds 10 meters.

In geotechnical terms, the survey site is located in Kartli molasse sub-zone of the South Caucasus
intermountain area.

Based on the construction norm currently effective in Georgia - Antiseismic Construction (PN 01.01-
09, point Toncha), seismicity of the survey site is intensity 8 by MSK64 scale. Nonmetric coefficient
of seismicity is A=0.17.

Climatic conditions of the site are described in Section 3.1 of Geotechnical Report, based on the data
from Mtskheta meteorological station which is the nearest to the survey site.
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On the survey site, a geotechnical borehole (AP-01 BH-1) was drilled with 10 m depth; standard
penetration tests (SPT) were conducted in the borehole. The borehole log is given in Annex-2. Within
the site, electric sounding of soils was also conducted on 2 points, and the results are given in Annex-
7. For photos of the core from the borehole and of the survey site see Annex-8.

Based on the field and laboratory investigation data, within the surveyed depth (10 m) in the structure
of the site there is proluvial-deluvial, Quaternary soil which is cover with topsoil of 0.1 m thickness.
There are 2 strata distinguished below the topsoil, and description of these 2 strata is given below.

STRATUM-1 — moist, brown and grayish-brown, very stiff, slightly gravely, slightly sandy, silty
CLAY. The gravel is sub-rounded, the soil is highly plastic. This stratum was observed at 0.4-5.2 m
and 8.0-10.0 intervals in the borehole. Six borehole samples were laboratory-analyzed. Laboratory
testing data for the samples are given in Anneax-3 and Annex-4, as well as in Tables 4.1 and 4.2

below.

Table-4.1 Stratum-1 Particle-size distribution

Fraction content in mass, %
Sand
++ g
2 . = g = = g =
E Sampling depth = E g = = o g
o range, m z 2 2 EQ 0 3 =2 g
g Ed | 22 | 293 28 53 | ©8
@ GRS S S B o A= \ =
V4] ©% =0 2 g v
= < — IS
- =) o
AP-86 BH-1 1.2-1.5 1.4 0.4 1.7 3.5 67.3 25.7
AP-86 BH-1 2.7-3.0 - - 0.6 1.1 67.1 31.2
AP-86 BH-1 4.7-5.0 - - 0.3 0.7 69.6 294
AP-86 BH-1 8.5-8.8 4.4 2.6 4.2 4.8 58.6 254
Table-4.2 Stratum-1 physical properties parameter values
‘g Plasticity . Density, g/cm®
E | 2| &
H+ o S N — < & a
Q g = o 5 K=
:g Sampling depth 2 § < = —g > £ a ES
o range, m ‘3 H = = £ < = 'z
s EIE|E 28] 2 g
2 o E g=! Q g z =
S S 2 2 © aa}
z = S| & =
AP-86 BH-1 1.2-1.5 253|376 | 178 | 198 | 0.38 | 2.73 | 1.97 | 1.57
AP-86 BH-1 2.7-3.0 19.0 | 46.0 | 17.3 | 28.7 | 0.06 | 2.74 | 1.96 | 1.65
AP-86 BH-1 4.7-5.0 241 | 44.1 | 184 | 25.7 | 0.22 | 2.73 | 2.04 | 1.64
AP-86 BH-1 8.5-8.8 249 | 416 | 21.3 | 20.3 | 0.18 | 2.73 | 1.95 | 1.56
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Based on Standard Penetration Test (SPT) data, number of N impacts varies between 20-35, according
to which the stratum is very stiff.

- Average value of stratum density is p=195-2.04 g/cm’ and average meaning is p=198 g/cm’
- Natural moisture content average value is W=19.0-25.3%, and average meaning is W=23.3%
- Average value of porosity coefficient is e=0.661-0.749, and average meaning is e=0.702

- Porosity n=0.390-4.24, and average meaning is n=0.412

- Average value of moisture degree is Sz=0.784-0.996, and average meaning is Sz=0.906

Calculations of internal friction angle and cohesion of this stratum were made in laboratory:

- Internal friction angle ¢=20.6";
- Cohesion C=0.06 Mpa.

Based on the testing results, uniaxial compresisve strength q, varies within 0.204-0.217 Mpa (aver.
0.212 MPa).

Free swelling was determined for the Stratum 1 and it ranges within 0.058-0.164, according to which
the soils are swelling, whereas the swelling pressure is 0.3 kg/cm2.

Also, soaking rate (<25% / 24 hour) was determined for this Stratum, according to which the soils are
not soaking.

According to Standard Norms and Rules 2.02.01-83, and as per composition and parameter values of
physical properties:

- Relative design resistance is Ry = 0.3 Mpa;

- Deformation modulus E=19.5 Mpa.

STRATUM-2 — slightly moist, light brown, dense, sandy, very silty, clayey GRAVEL with a little
cobbles inclusions. The gravel is sub-rounded and rounded. This stratum was observed from 5.2 m up
to 8.0 m intervals in borehole. Two borehole samples were laboratory-analyzed. Laboratory testing
data for the samples are given in Anneax-3 and Annex-4, as well as in Tables 4.3 and 4.4 below.

Table-4.3 Stratum 2 Particle-size distribution

Fraction content in mass, %
Sand
Sampling | g g = g
< E < g
Q
Borehole # | - dep thnzange, 2 g % : Coarse Medium Fine g E, kK q
220 1.18- 0.425- 0.150- | =3 |~
3% @ | 0.600 mm 0.212 mm 0.063mm | < Vv
AP-86 BH-1 5.4-5.7 56.3 5.5 6.1 2.8 20.7 8.6
AP-86 BH-1 6.3-7.0 1.3 | 52.7 5.2 6.7 43 21.0 8.8
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Table-4.4 Stratum-2 physical properties parameter values

‘g" Plasticity . Density, g/cm’
£ .
Q ° J & (1>§
P o S | 2| 5| 2| © =
S Sampling 2 = = 9 o 4 a 2
g depth range, m 22 =1 g g 2 5 — §7
5 pr Tange, g £ £ | B 2 = E| B
a = P = 2| 2 T E |
E g s | 2 S g 7| 3z
< ) 2 S
Z = — =
AP-86 BH-1 5.4-5.7 16.8 31.2 14.1 | 17.1 0.16 - 2.17 -
AP-86 BH-1 6.3-7.0 18.8 33.1 152 | 179 0.20 - 2.10 -

Based on Standard Penetration Test (SPT) data, number of N impacts varies between 46-48, according
to which the stratum is dense.

Calculations of internal friction angle and cohesion, as well as deformation modulus of this stratum
were calculated as per the appropriate methodology (as per the ”HaneHUUC T'occtposi CCCP”,
Russian Standard named "DALNIIS GOSSTROY of the USSR”). The calculation was based on the
characteristics of physical values (see Annex 5) and for consolidated soils it is :

- Internal friction angle ¢p=29.40";
- Cohesion C=22.8 Kpa;
- Deformation modulus E=34.06 Mpa.

According to Standard Norms and Rules 2.02.01-83, relative design resistance is Ry = 0.40 Mpa;

Chemical composition of soils was studied on 2 borehole samples. In the chemical composition of the
samples, there were no sulphate and chloride components found in terms of aggressiveness against re-
inforced concretes, therefore, the soil is not aggressive against any type/grade of concrete made with
any cement. The soil is practically neutral by hydrogen ion content (pH) too. Individual results of
laboratory study are given in Annex-6.

In the survey borehole, during field works, ground water did not observed.

On the survey site, as per Customer-issued assignment, two vertical electric sounding (VES) tests were
conducted (see Annex-7). Based on geophysical data, specific electric resistivity of Stratum 1 varies
from 25 up to 30 ohm m, whereas specific electric resistivity of Stratum 1 varies from 90-140 ohm m,
according to which corrosive effect of Stratum 1 is medium, and corrosive effect of Stratum 2 is low.

Within the survey site and its neighbourhood, no hazardous geodynamic processes are observed.
Allowable temporary grade for STRATUM-1, according to SNIP III-B1-71 is as follows:

- upto 1.5 m. depth 1:0;
- from 1.5 m to 3.0 m. depth 1:0.25;
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- from 3.0 m to 5.0 m. depth 1:0.05
Allowable temporary grade for STRATUM-2:

- upto 1.5 m. depth 1:0.5;

- from 1.5 mto 5.0 m. depth 1:1.

4.2 CHARACTERISTIC DATA OF SOILS PHYSICA-MECHANICAL PROPERTIES AND
EXPLANATION OF ESSENCE OF DESIGN RESISTIVITY (Ry)

Characteristic data of soils physica-mechanical properties

Tower | Layer Density Deslgned Str;ngth n uni= Angle of Classe
4 i Depth,m 1N/m’ Resistance axial compres- Internal 4
kN/m? sion kN/m? friction, °
0.0-5.2
1 8.0-10.0 19.8 300 217 20.6 4
AP-86
2 5.2-8.0 21.3 400 _ 29.4 3

Explanation of Essence of Design Resistivity (Ro)

Normative Base for Calculation of Safe Bearing Capacities

Safe bearing capacities for foundations are determined from design soil resistivity values
provided in Construction norms and regulations (SNiP — 2.02.01-83). Below is given the ex-
tract from SNiP - 2.02.01-83.

Design Soil Resistivity Values

1. Design soil resistivity values of base R, provided in Tables 1-5 are intended for prelim-
inary determination of foundation sizes. The range of application of Ry and R’ values
for the final determination of foundation sizes is indicated in Section 2.42 for Table 4,
Section 8.4 for Table 5 and Section 11.5 for Table 6.

2. For soils with intermediate values e and 1, (Tables 1-3), ps and S; (Table 4), S, (Table
5), as well as for foundations with intermediate values A (Table 6), Ry and R’, values
are determined based on interpolation.

3. Ry values (Table 1-5) refer to foundations with width by = 1 m and foundation depth
d0:21’1’1.

When using R, values for the final determination of foundation sizes (ltems 2.42, 3.10 and
8.4), design soil resistivity for base R, kPa (kgf/cm?) is determined by the following equation:

When d=2 m (200 cm)
R =Ro[1 + ki(b —bo)/bo] x (d + do)/2do; (1)

When d > 2 m (200 cm)
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R =Ry[1 + k(b —bp)/bo] + kayu (d - dy), ()
Where, b and d=width and depth of design foundation, m (cm),
vi = design value of specific gravity of soil lying over the base foundation, kH/m® (kgf/cm?®)

k; = coefficient of k1=0,125 is taken for bases arranged of coarse and sandy grounds, except sandy
silt, and k1=0,05 for bases constructed of sandy silt, clay sands, clay loams and clays

k, = coefficient of k,=0,25 is taken for bases arranged of coarse and sandy grounds, and k,=0,15 for
clay sands and clay loams k,=0,2 and clays.

Note: For structures with a basement 20m in width, B=20 m and depth dy, > 2 ™, the depth of external
and internal foundations is calculated as: d=d; + 2m (where, d; is effective depth of foundation com-

puted from the expression (8) of the Standards).

When B>20m, d=d, is taken.
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Meotian and Pontian stages. Marine and continental molasse: conglomerates,
sandstones, clays

Upper Sarmatian. Marine and continental molasse: sandstones, clays,
conglomerates, somtimes marls

Lower and Middle Sarmatian. Marine molasse: clays, sandstones,
conglomerates, marls and limestones

Middle Miocene. Marine molasse: clays, sandstones, conglomerates
(sometimes basal conglomerates), marls, oolitic and aranaceous limestones

Oligocene and Lower Miocene (Maikop series). Mestia-Tianeti zone. Marine
molasse: sandstones, gritstones, weakly carbonaceous clays with marls
intercalations, sometimes gypsiferous clays and sandstones

Upper Eocene. Mestia-Tianeti zone. Sandstone-sillstone flycsh: sandstone,
gritstone and siltstone turbidites, pelagic marls and clays, olistostromes with
intercalations of schistose clays, sandstones, gritstones and conglomerates

Paleocene, Lower and Middle Eocene. Mestia-Tianeti zone. Sandstone-silstone
flycsh: sandstone, siltstone turbidites, pelagic argillites and marls, limestones,
cherty argillites, phthanites, in places basal conglomerates,
conglomerate-breccias, sandstones and arenaceous limestones

Upper Cretaceous (undismembered). Mestia-Tianeti zone: sandstone-sillstone (in
lower part) and clastic limestone (in upper part) flycsh: siltstone, sandstone,
gritstone and clastic limestone turbidites, olistostromes, pelagic marls, cherty
argillites, phthanites, in places alternation of pelitomorphic limestones and marls

Aptian and Albian stages. Mestia-Tianeti zone. Sandstones-sillestone flycsh:
sandstone, gritstone and siltstone turbidites, pelagic clays, argillites and marls

Upper substage of Hauterivian stage and Baremian stage. Mestia-Tianeti zone.
Sandstones-siltstone flycsh: sandstone and siltstone turbidites and pelagic
argillites

Berrisian and Valanginian stages and lower substage of Hauterivian stage.
Mestia-Tianeti zone: clastic-limestone and sandstone turbidites, pelagic marls,
limestones, argillites and clay shales

Kimmeridgian and Tithonian stages. Mestia-Tianeti zone: clastic-limestone, rarely
sandstone-gritstone turbidites, pelagic clayey limestones, marls and argillites, in
places oolitic limestones

Upper substage of Oxfordian stage. Mestia-Tianeti zone. Clastic-limestone flysch:
clastic-limestone, rarely sandstone-gritstone turbidites, pelagic marls and clay
shales

Bajocian and Bathonian stages. Kazbeg-Lagodekhi zone: clay shales, quartzy and
polimictic sandstones, in places sandy limestones

Bajocian stage. Mestia-Tianeti zone (Ksani-Arkala parauthochthon)

Aalenian stage. Kazbegi-Lagodekhi zone: black clay shales with concretions of

clayey siderite with intercalations of sandstone turbidites. In lower part of section in
places basalts and their volcanic tuffs.
Mestia-Tianeti zone (Ksani-Arkala parauthochthon): clay shales, sandstones and

conglomerates

Toarcian stage. Main Range zone of the Greater Caucasus, Kazbegi-Lagodekhi
and Chkhalta-Laila zones: black clay shales, siltstones with lenses and
intercalations of intraformational conglomerates. In places thick benches of
thick-bedded and massive sandstones
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START DATE: 16.06.2016
ENG DATE: 16.06.2016

DRILLING METHOD: Dry rotary (single-tube)
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DRILLING CONTRACTOR :GeoEng.
DRILLER : G.Lomidze

DRILLING DIAMETER (mm): 127-108

BOREHOLE No.AP-86

Coordinates:

X(m): 470690.0
Y(m): 4661693.0

Borehole groundwater observations (m): No water
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Logged by: L.Gorgidze
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ANNEX 4

Laboratory testing results



ANNEX 4.1

Moisture content



Moisture Content

Annex 4.1, page 1/1

Project: GC-1630 Provision of Geotechnical Investigation along 500 kV Ksani-Stepantsminda
Transmission Line in Georgia

Test Method: BS 1377 : Part 2: 1990 : 3.2
o T ~
s (g |2 |2 |¢|¢8
- C = ]
2 S 8 § o 13 g %
£ E 5 | + k= o = 15
i 2 = = 2| g€ g 3 3 § Soil Description:
_8 8- £ - ~ > ~ o S 2‘ )
e al S £ S 5 S ° 5
o O - w— s o 12]
@ o o 4 7 S
8 8 = 4 =
s s = =
Slightly gravelly, slightly sandy
1 1 1.2-15 207 61.95 | 53.70 | 21.10 8.25 32.60 25.3 intermediately plastic silty CLAY
2 1 27-30 | 096 | 5645 | 50.80 | 21.00 | 565 | 2080 | 100 | Shghtly sandy intermediately
plastic silty CLAY
3 1 4850 | 079 | 4460 | 4011 | 2150 | 449 | 1861 | 241 | Sfontly sandy intermediately
plastic silty CLAY
4 1 5.4-5.7 117 | 695.00 | 630.40 | 245.00 | 64.60 | 385.40 | 16.8 | Sandy clayey very silty GRAVEL
5 1 6370 | X | 74500 677.00| 315.00 | 68.00 | 36200 | 18 | Sandy clavey very silty GRAVEL
with little cobbles content
Slightly gravelly slightly
6 1 8.5-8.8 210 | 58.02 | 50.62 | 20.87 | 7.40 | 29.75 24.9 | sandy,intermediately plastic silty
CLAY
Operator Checked Approved Date
Tamar Gorgidze Natalia Gachechiladze Roin Kavelashvili 21.06.2016




ANNEX 4.2

Particle-size distribution
(sieve method)



Particle Size Distribution (Sieving)

Annex 4.2, page 1/12

Project . ) o Location Georgia
Name Prowspn of Geotgchnlcal Inve_stlgatloq aI(_)ng 500 I_(V
Ksani-Stepantsminda Transmission Line in Georgia

GC-1630 Borehole / Pit. No. BH-1

Soil Description Slightly gravel‘l));,a:l:gt;‘(:lyt/ysgrlii)/Ylntermedlately EZ:::G no. — -

Test Method BS 1377, Part 2, 1990, 9.3 Date 20.06.2016
Initial dry mass m, 100 g
55 test siove mass retained g Persentage retained Cumulative |

actual corrr(;cted (mﬂl}loo% percentage passing
>200 mm 0.0 0.00 100.00
125mm 0.0 0.00 100.00
90 mm 0.0 0.00 100.00
75 mm 0.0 0.00 100.00
63 mm 0.0 0.00 100.00
50 mm 0.0 0.00 100.00
37.5 mm 0.0 0.00 100.00
28 mm 0.0 0.00 100.00
20 mm 0.0 0.00 100.00
Passing 20mm m;, 100.0
Total (check with m;)
Riffled mj 100.0
Riffled and washed m, -
Correction factor my 1.00
14 mm Ms 00 0.00 100.00
10 mm 0.0 0.00 100.00
6.3 mm 0.0 0.00 100.00
Passing 6.3 mm m;g 100.0
Total (check with my) -
Riffled mg 100.0
Correction factor % X%Z 1.00
5mm 04 0.40 99.60
3.35mm 0.2 0.20 99.40
2.36mm 0.3 0.30 99.10
2mm 0.5 0.50 98.60
1.18 mm 0.2 0.20 98.40
600 pm 0.2 0.20 98.20
425 pum 0.3 0.30 97.90
300 pum 0.5 0.50 97.40
212 ym 0.9 0.90 96.50
150 pum 1.0 1.00 95.50
63 um 25 2.50 93.00
Passing 63 um m; 93.0
Total (check with mg)
Riffled mg 30.0
focor 310
40pum 34 10.60 82.40
20pm 3.8 11.80 70.60
S5um 10.4 32.30 38.30
2pm 4.1 12.60 25.70
Passing 2 pm 1.7 25.70 -
Total (check with mg) 30.0 m,
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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Particle Size Distribution (Sieving)

Annex 4.2, page 3/12

Project . ) o Location Georgia
Name Prowspn of Geotgchnlcal Inve_stlgatloq aI(_)ng 500 I_(V
Ksani-Stepantsminda Transmission Line in Georgia
GC-1630 Borehole / Pit. No. BH-1
. o Sample no.
Soil Description |Slightly sandy intermediately plastic silty CLAY
Depth 2.7-3.0 m

Test Method BS 1377, Part 2, 1990, 9.3 Date 20.06.2016
Initial dry mass m, 100 g
55 test siove mass retained g Persentage retained Cumulative |

actual corrr(;cted (mﬂl}loo% percentage passing
>200 mm 0.0 0.00 100.00
125mm 0.0 0.00 100.00
90 mm 0.0 0.00 100.00
75 mm 0.0 0.00 100.00
63 mm 0.0 0.00 100.00
50 mm 0.0 0.00 100.00
37.5 mm 0.0 0.00 100.00
28 mm 0.0 0.00 100.00
20 mm 0.0 0.00 100.00
Passing 20mm m;, 100.0
Total (check with m;)
Riffled mj 100.0
Riffled and washed m, -
Correction factor my 1.00
14 mm Ma 00 0.00 100.00
10 mm 0.0 0.00 100.00
6.3 mm 0.0 0.00 100.00
Passing 6.3 mm m;g 100.0
Total (check with my) -
Riffled mg 100.0
Correction factor % X%Z 1.00
5mm 0.0 0.00 100.00
3.35mm 0.0 0.00 100.00
2.36mm 0.0 0.00 100.00
2mm 0.0 0.00 100.00
1.18 mm 0.0 0.00 100.00
600 pm 0.0 0.00 100.00
425 pum 0.3 0.30 99.70
300 pum 0.2 0.20 99.50
212 ym 0.1 0.10 99.40
150 pum 0.2 0.20 99.20
63 um 0.9 0.90 98.30
Passing 63 um m; 98.3
Total (check with mg)
Riffled mg 30.0
focor 328
40um 3.6 11.90 86.40
20pm 4.4 14.40 72.00
S5um 9.0 29.50 42.50
2pm 3.4 11.30 31.20
Passing 2 pm 13.2 31.20 -
Total (check with mg) 30.0 m,
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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Particle Size Distribution (Sieving)

Annex 4.2, page 5/12

Project . ) o Location Georgia
Name Prowspn of Geotgchnlcal Inve_stlgatloq aI(_)ng 500 I_(V
Ksani-Stepantsminda Transmission Line in Georgia
GC-1630 Borehole / Pit. No. BH-1
. o Sample no.
Soil Description |Slightly sandy intermediately plastic silty CLAY
Depth 4.8-5.0 m

Test Method BS 1377, Part 2, 1990, 9.3 Date 20.06.2016
Initial dry mass m, 100 g
55 test siove mass retained g Persentage retained Cumulative |

actual corrr(;cted (mﬂl}loo% percentage passing
>200 mm 0.0 0.00 100.00
125mm 0.0 0.00 100.00
90 mm 0.0 0.00 100.00
75 mm 0.0 0.00 100.00
63 mm 0.0 0.00 100.00
50 mm 0.0 0.00 100.00
37.5 mm 0.0 0.00 100.00
28 mm 0.0 0.00 100.00
20 mm 0.0 0.00 100.00
Passing 20mm m;, 100.0
Total (check with m;)
Riffled mj 100.0
Riffled and washed m, -
Correction factor my 1.00
14 mm Ma 00 0.00 100.00
10 mm 0.0 0.00 100.00
6.3 mm 0.0 0.00 100.00
Passing 6.3 mm m;g 100.0
Total (check with my) -
Riffled mg 100.0
Correction factor % X%Z 1.00
5mm 0.0 0.00 100.00
3.35mm 0.0 0.00 100.00
2.36mm 0.0 0.00 100.00
2mm 0.0 0.00 100.00
1.18 mm 0.0 0.00 100.00
600 pm 0.0 0.00 100.00
425 pum 0.0 0.00 100.00
300 pum 0.1 0.10 99.90
212 ym 0.2 0.20 99.70
150 pum 0.1 0.10 99.60
63 um 0.6 0.60 99.00
Passing 63 um m; 99.0
Total (check with mg)
Riffled mg 30.0
o mEm | ow
40um 3.7 12.10 86.90
20pm 46 15.10 71.80
S5um 8.5 27.90 43.90
2pm 4.4 14.50 29.40
Passing2 um 12.6 29.40 -
Total (check with mg) 30.0 m,
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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Particle Size Distribution (Sieving)

Annex 4.2, page 7/12

Project . ) o Location Georgia
Name Prowspn of Geotgchnlcal Inve_stlgatloq aI(_)ng 500 I_(V
Ksani-Stepantsminda Transmission Line in Georgia
GC-1630 Borehole / Pit. No. BH-1
. o Sample no.
Soil Description Sandy clayey very silty GRAVEL
Depth 5.4-5.7 m

Test Method BS 1377, Part 2, 1990, 9.3 Date 20.06.2016
Initial dry mass my 3566 g
55 test siove mass retained g Persentage retained Cumulative |

actual corrr(;cted (mﬂl}loo% percentage passing
>200 mm 0.0 0.00 100.00
125mm 0.0 0.00 100.00
90 mm 0.0 0.00 100.00
75 mm 0.0 0.00 100.00
63 mm 0.0 0.00 100.00
50 mm 677.5 19.00 81.00
37.5 mm 238.9 6.70 74.30
28 mm 210.4 5.90 68.40
20 mm 3316 9.30 59.10
Passing 20mm m;, 2107.5
Total (check with m;)
Riffled mj 2107.5
Riffled and washed m, -
Correction factor my 1.00
14 mm Ma 103.4 2.90 56.20
10 mm 82.0 2.30 53.90
6.3 mm 153.3 4.30 49.60
Passing 6.3 mm m;g 1768.7
Total (check with my) -
Riffled mg 150.0
Correction factor N X%Z 11.79
5mm 4.2 1.40 48.20
3.35mm 5.1 1.70 46.50
2.36mm 45 1.50 45.00
2mm 39 1.30 43.70
1.18 mm 7.0 2.30 41.40
600 pm 9.7 3.20 38.20
425 pum 6.7 2.20 36.00
300 pum 4.8 1.60 34.40
212 ym 7.0 2.30 32.10
150 pum 33 1.10 31.00
63 um 5.1 1.70 29.30
Passing 63 um m; 88.6
Total (check with mg)
Riffled mg 30.0
focor 83
40pum 34 3.30 26.00
20pm 4.2 410 21.90
S5um 11.1 10.80 11.10
2pm 26 2.50 8.60
Passing2 um 12.2 8.60 -
Total (check with mg) 30.0 m,
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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Particle Size Distribution (Sieving)

Annex 4.2, page 9/12

Project . ) o Location Georgia
Name Prowspn of Geotgchnlcal Inve_stlgatloq aI(_)ng 500 I_(V
Ksani-Stepantsminda Transmission Line in Georgia

GC-1630 Borehole / Pit. No. BH-1

Soil Description Sandy clayeyc\(/;%/l:sltgoGnZﬁ:/EL with little EZ:::G no. —— -

Test Method BS 1377, Part 2, 1990, 9.3 Date 20.06.2016
Initial dry mass my 5850 g
55 test siove mass retained g Persentage retained Cumulative |

actual corrr(;cted (mﬂl}loo% percentage passing
>200 mm 0.0 0.00 100.00
125mm 0.0 0.00 100.00
90 mm 0.0 0.00 100.00
75 mm 0.0 0.00 100.00
63 mm 76.1 1.30 98.70
50 mm 4914 8.40 90.30
37.5 mm 450.5 7.70 82.60
28 mm 257.4 4.40 78.20
20 mm 7313 12.50 65.70
Passing 20mm m;, 3843.5
Total (check with m;)
Riffled mj 2000.0
Riffled and washed m, -
Correction factor my 1.92
14 mm Ma 1431 4.70 61.00
10 mm 57.8 1.90 59.10
6.3 mm 112.6 3.70 55.40
Passing 6.3 mm m;g 1686.5
Total (check with my) -
Riffled mg 150.0
Correction factor % X%Z 21.61
5mm 6.8 2.50 52.90
3.35mm 5.1 1.90 51.00
2.36mm 4.3 1.60 49.40
2mm 9.2 3.40 46.00
1.18 mm 5.7 2.10 43.90
600 pm 8.4 3.10 40.80
425 pum 7.6 2.80 38.00
300 pum 4.9 1.80 36.20
212 ym 5.7 2.10 34.10
150 pum 4.9 1.80 32.30
63 um 6.8 2.50 29.80
Passing 63 um m; 80.7
Total (check with mg)
Riffled mg 30.0
e I
40um 26 2.60 27.20
20pm 3.9 3.90 23.30
S5um 115 11.40 11.90
2pm 3.1 3.10 8.80
Passing2 um 115 8.80 -
Total (check with mg) 30.0 m,
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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Particle Size Distribution (Sieving)

Annex 4.2, page 11/12

Project . ) o Location Georgia
Name Prowspn of Geotgchnlcal Inve_stlgatloq aI(_)ng 500 I_(V
Ksani-Stepantsminda Transmission Line in Georgia

GC-1630 Borehole / Pit. No. BH-1

Soil Description Slightly gravel[ljlassltli%hstlﬁlt;acnl_ckl\,;ntermedlately EZ:::G no. — -

Test Method BS 1377, Part 2, 1990, 9.3 Date 20.06.2016
Initial dry mass m, 200 g
55 test siove mass retained g Persentage retained Cumulative |

actual corrr(;cted (mﬂl}loo% percentage passing
>200 mm 0.0 0.00 100.00
125mm 0.0 0.00 100.00
90 mm 0.0 0.00 100.00
75 mm 0.0 0.00 100.00
63 mm 0.0 0.00 100.00
50 mm 0.0 0.00 100.00
37.5 mm 0.0 0.00 100.00
28 mm 0.0 0.00 100.00
20 mm 0.0 0.00 100.00
Passing 20mm m;, 200.0
Total (check with m;)
Riffled mj 200.0
Riffled and washed m, -
Correction factor my 1.00
14 mm Ms 00 0.00 100.00
10 mm 0.0 0.00 100.00
6.3 mm 0.0 0.00 100.00
Passing 6.3 mm m;g 200.0
Total (check with my) -
Riffled mg 200.0
Correction factor % X%Z 1.00
5mm 0.0 0.00 100.00
3.35mm 0.0 0.00 100.00
2.36mm 5.0 2.50 97.50
2mm 3.8 1.90 95.60
1.18 mm 3.0 1.50 94.10
600 pm 2.2 1.10 93.00
425 pum 3.2 1.60 91.40
300 pum 3.0 1.50 89.90
212 ym 2.2 1.10 88.80
150 pum 3.0 1.50 87.30
63 um 6.6 3.30 84.00
Passing 63 um m; 168.0
Total (check with mg)
Riffled mg 30.0
e I
40um 34 9.60 74.40
20pm 4.1 11.50 62.90
S5um 9.7 27.20 35.70
2pm 3.7 10.30 25.40
Passing2 um 125 25.40 -
Total (check with mg) 30.0 m,
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili




Annex 4.2, page 12/12

IIAYSE|SAEY] UIOY

azpibiog) Jjewe |

azpe|Iyosyoes) eljejeN

panoiddy payoayn JojesadQ
wuw ‘azis s|olued
00070001 000°00L 000°0L 000°L 00L'0 0L00 1000
, L , 0
|
| ol
SR FENR ) A 0 S Ay AN I |t 0 A S -1___
| " H oz
TATTT bt o el el i e e A A=~ T T~ —7TO07r T A"
| \\ 0¢
| 2
| \\ oy %
| \\ %
I 0s 3
_ \ @
| IS
| y 09 o
|
I 0L
|
] 08
-l I
_ J\l\o‘\ | 06
|
L : 00L
9102'90°0¢C ared €'6 '066T ‘¢ Med ‘LLET S poyIsN 1se1
‘ON ‘Nd AV1O
9'8-6'8 w ‘yrdag 1-Hg %;Eow Ayis onseld Ajgjelpawusiul‘Apues e|b1099 ul dulq uoIssiwsUel | 0€£91-09
Apybiis Ajjanelb Apybis epujwsiuedaig-iuesy AY 005 Buoje aweN
uoiebiisaAu| |BOIUYO8}091) JO UOISIAOIH 108l0.1d
‘ou a|dwesg elbioan) uoleos0] uondiiosaq |10s

(1reyD) uonnguisig azis sjonted




ANNEX 4.3

Particle-size distribution
(hydrometric method)



ENGINEERING

Annex 4.3, page 1/6

PARTICLE SIZE DISTRIBUTION (HYDROMETER SEDIMENTATION)

Location Georgia
R . Provision of Geotechnical Investigation along 500 kV Ksani-
Project Name: GC-1630 Stepantsminda Transmission Line in Georgia
Borehole/Pit no. BH-1
Soil description Sample no.
Slightly gravelly, slightly sandy intermediately plastic silty CLAY Depth 1.2-1.5
Test method BS 1377 : Part2:1990: 9.5 Date 20.06.2016
Method of preparation
CALIBRATION AND SAMPLE DATA PRETREATMENT
Hydrometer no. 9% Pretreated
Meniscus correction Cn 0 Initial dry mass of sample mqy 30.00 g
S , at the upper rim of the
Reading in dispersant R, MENiSCUS Dry mass after pretreatment m, - g
Calibration eguation H = H+}/2(h—%LJ Pretreatment loss mp - M, - g
Dry mass of soil m 30.00 g - %
Particle density 3
measured/assumed rs 273 Mg/m H
—— D =0.005531, |1 mm
Viscosity of water at =~ 25.0 °C h 0891 mPac (o -2t
_ 1000, ) %
m(ps 71)
Elapsed . Effective Particle . p_ | Percentage
. : Temperature | Readin ' Ri'-Ry=| ..
Date Time timet _??C g 9 R/+C, =R, depth diameter | " R ° " | finer than
min n H, mm D mm d D K%
19.06.2016 9:00 0.5 25.0 175 175 128.0 0.0627 175 921
9:00 1.0 25.0 16.9 16.9 130.3 0.0453 16.9 88.6
9:02 2.0 25.0 15.0 15.0 137.0 0.0329 15.0 78.9
9:04 4.0 25.0 145 145 138.9 0.0234 145 76.0
9:08 8.0 25.0 12.8 12.8 1445 0.0169 12.8 67.3
9:30 30.0 25.0 10.6 10.6 152.0 0.0089 10.6 55.8
11:00 120.0 21.0 7.9 7.9 162.0 0.0048 79 41.3
17:00 480.0 20.0 53 53 171.6 0.0025 53 27.6
9:00 1440.0 20.0 22 2.2 182.9 0.0015 22 116
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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PARTICLE SIZE DISTRIBUTION (HYDROMETER SEDIMENTATION)

Location Georgia
R . Provision of Geotechnical Investigation along 500 kV Ksani-
Project Name: GC-1630 Stepantsminda Transmission Line in Georgia
Borehole/Pit no. BH-1
Soil description Sample no.
Slightly sandy intermediately plastic silty CLAY Depth 2.7-30
Test method BS 1377 : Part2:1990: 9.5 Date 20.06.2016
Method of preparation
CALIBRATION AND SAMPLE DATA PRETREATMENT
Hydrometer no. 9% Pretreated
Meniscus correction Cn 0 Initial dry mass of sample mqy 30.00 g
S , at the upper rim of the
Reading in dispersant R, MENiSCUS Dry mass after pretreatment m, - g
Calibration eguation H = H+}/2(h—%LJ Pretreatment loss mp - M, - g
Dry mass of soil m 30.00 g - %
Particle density 3
measured/assumed rs 2.74 Mg/m H
—— D =0.005531, |1 mm
Viscosity of water at =~ 25.0 °C h 0891 mPac (o -2t
_ 1000, ) %
m(ps 71)
Elapsed . Effective Particle . p_ | Percentage
. : Temperature | Readin ' Ri'-Ry=| ..
Date Time timet _??C g 9 R/+C, =R, depth diameter | " R ° " | finer than
min n H, mm D mm d D K%
19.06.2016 9:05 0.5 25.0 17.2 17.2 129.1 0.0627 17.2 90.3
9:05 1.0 25.0 16.8 16.8 130.7 0.0452 16.8 87.9
9:07 2.0 25.0 15.6 15.6 134.8 0.0325 15.6 81.9
9:09 4.0 25.0 14.0 14.0 140.6 0.0235 14.0 732
9:13 8.0 25.0 13.0 13.0 143.8 0.0168 13.0 68.2
9:35 30.0 25.0 11.3 113 149.6 0.0088 11.3 59.3
11:05 120.0 21.0 8.3 8.3 160.5 0.0048 8.3 433
17:05 480.0 20.0 6.1 6.1 168.4 0.0025 6.1 320
9:05 1440.0 20.0 25 25 181.8 0.0015 25 131
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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PARTICLE SIZE DISTRIBUTION (HYDROMETER SEDIMENTATION)

Location Georgia
R . Provision of Geotechnical Investigation along 500 kV Ksani-
Project Name: GC-1630 Stepantsminda Transmission Line in Georgia
Borehole/Pit no. BH-1
Soil description Sample no.
Slightly sandy intermediately plastic silty CLAY Depth 4.8-5.0
Test method BS 1377 : Part 2:1990: 9.5 Date 20.06.2016
Method of preparation
CALIBRATION AND SAMPLE DATA PRETREATMENT
Hydrometer no. 9 Pretreated
Meniscus correction Cn 0 Initial dry mass of sample mqy 30.00 g
S , at the upper rim of the
Reading in dispersant R, MENiSCUS Dry mass after pretreatment m, - g
Calibration eguation H = H+}/2(h—%LJ Pretreatment loss mp - M, - g
Dry mass of soil m 30.00 g - %
Particle density 3
measured/assumed rs 273 Mg/m H
—— D =0.005531, |1 mm
Viscosity of water at  25.0 °C h 0891 mPac (o -2t
_ 1000, o %
m(ps 71)
Elapsed . Effective Particle . p_ | Percentage
. : Temperature | Readin ' Ri'-Ry=| ..
Date Time timet _??C g 9 R/+C, =R, depth diameter | " R ° " | finer than
min n H, mm D mm d D K%
19.06.2016 9:09 0.5 25.0 175 175 128.0 0.0627 175 921
9:09 1.0 25.0 16.7 16.7 1311 0.0454 16.7 87.6
911 2.0 25.0 15.1 15.1 136.6 0.0328 15.1 79.4
9:13 4.0 25.0 13.8 13.8 141.3 0.0236 13.8 72.3
9:17 8.0 25.0 12.3 12.3 146.2 0.0170 12.3 64.7
9:39 30.0 25.0 10.9 10.9 150.9 0.0089 10.9 57.3
11:09 120.0 21.0 8.4 8.4 160.1 0.0048 8.4 439
17:09 480.0 20.0 5.6 5.6 170.5 0.0025 5.6 29.2
9:09 1440.0 20.0 2.8 2.8 180.6 0.0015 28 14.7
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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PARTICLE SIZE DISTRIBUTION (HYDROMETER SEDIMENTATION)

Location Georgia
R . Provision of Geotechnical Investigation along 500 kV Ksani-
Project Name: GC-1630 Stepantsminda Transmission Line in Georgia
Borehole/Pit no. BH-1
Soil description Sample no.
Sandy clayey very silty GRAVEL Depth 5457
Test method BS 1377 : Part 2:1990: 9.5 Date 20.06.2016
Method of preparation
CALIBRATION AND SAMPLE DATA PRETREATMENT
Hydrometer no. 9 Pretreated
Meniscus correction Cn 0 Initial dry mass of sample mqy 30.00 g
S , at the upper rim of the
Reading in dispersant R, MENiSCUS Dry mass after pretreatment m, - g
Calibration equation H, = H+}/2(h—%LJ Pretreatment loss Mo - M, - g
Dry mass of soil m 30.00 g - %
Particle density 3
measured/assumed rs 2.12 Mg/m H
—— D =0.005531, |1 mm
Viscosity of water at  25.0 °C h 0891 mPac (o -2t
_ 1000, ) %
m(ps 71)
Elapsed . Effective Particle . p_ | Percentage
. : Temperature | Readin ' Ri'-Ry=| ..
Date Time timet _??C g 9 R/+C, =R, depth diameter | " R ° " | finer than
min n H, mm D mm d D K%
19.06.2016 9:16 0.5 25.0 17.7 17.7 127.3 0.0628 17.7 93.3
9:16 1.0 25.0 16.9 16.9 130.3 0.0454 16.9 88.8
9:18 2.0 25.0 155 155 135.2 0.0327 155 81.7
9:20 4.0 25.0 14.2 14.2 139.7 0.0235 14.2 74.9
9:24 8.0 25.0 12.9 12.9 144.1 0.0169 12.9 68.0
9:46 30.0 25.0 10.1 10.1 153.7 0.0090 10.1 53.2
11:16 120.0 21.0 7.2 7.2 164.4 0.0049 72 38.0
17:16 480.0 20.0 5.6 5.6 170.5 0.0025 5.6 29.3
9:16 1440.0 20.0 19 19 184.0 0.0015 19 10.0
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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PARTICLE SIZE DISTRIBUTION (HYDROMETER SEDIMENTATION)

Location Georgia
R . Provision of Geotechnical Investigation along 500 kV Ksani-
Project Name: GC-1630 Stepantsminda Transmission Line in Georgia
Borehole/Pit no. BH-1
Soil description Sample no.
Sandy clayey very silty GRAVEL with little cobbles content Depth 6.3-7.0
Test method BS 1377 : Part 2:1990: 9.5 Date 20.06.2016
Method of preparation
CALIBRATION AND SAMPLE DATA PRETREATMENT
Hydrometer no. 9 Pretreated
Meniscus correction Cn 0 Initial dry mass of sample mqy 30.00 g
S , at the upper rim of the
Reading in dispersant R, MENiSCUS Dry mass after pretreatment m, - g
Calibration eguation H = H+}/2(h—%LJ Pretreatment loss mp - M, - g
Dry mass of soil m 30.00 g - %
Particle density 3
measured/assumed rs 273 Mg/m H
—— D =0.005531, |1 mm
Viscosity of water at  25.0 °C h 0891 mPac (o -2t
_ 1000, ) %
m(ps 71)
Elapsed . Effective Particle . p_ | Percentage
. : Temperature | Readin ' Ri'-Ry=| ..
Date Time timet _??C g 9 R/+C, =R, depth diameter | " R ° " | finer than
min n H, mm D mm d D K%
19.06.2016 9:30 0.5 25.0 17.8 17.8 126.9 0.0628 17.8 93.6
9:30 1.0 25.0 17.4 174 128.5 0.0450 17.4 91.3
9:32 2.0 25.0 16.0 16.0 1334 0.0324 16.0 84.2
9:34 4.0 25.0 14.9 14.9 1375 0.0233 14.9 78.1
9:38 8.0 25.0 13.0 13.0 143.8 0.0168 13.0 68.4
10:00 30.0 25.0 115 115 148.9 0.0088 11.5 60.5
11:30 120.0 21.0 7.6 7.6 163.1 0.0049 7.6 39.7
17:30 480.0 20.0 5.6 5.6 170.3 0.0025 5.6 295
9:30 1440.0 20.0 17 17 184.7 0.0015 17 8.9
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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PARTICLE SIZE DISTRIBUTION (HYDROMETER SEDIMENTATION)

Location Georgia
R . Provision of Geotechnical Investigation along 500 kV Ksani-
Project Name: GC-1630 Stepantsminda Transmission Line in Georgia
Borehole/Pit no. BH-1
Soil description Sample no.
Slightly gravelly dlightly sandy,intermediately plastic silty CLAY Depth 8.5-8.8
Test method BS 1377 : Part 2:1990: 9.5 Date 20.06.2016
Method of preparation
CALIBRATION AND SAMPLE DATA PRETREATMENT
Hydrometer no. 9 Pretreated
Meniscus correction Cn 0 Initial dry mass of sample mqy 30.00 g
S , at the upper rim of the
Reading in dispersant R, MENiSCUS Dry mass after pretreatment m, - g
Calibration eguation H = H+}/2(h—%LJ Pretreatment loss mp - M, - g
Dry mass of soil m 30.00 g - %
Particle density 3
measured/assumed rs 273 Mg/m H
—— D =0.005531, |1 mm
Viscosity of water at  25.0 °C h 0891 mPac (o -2t
_ 1000, ) %
m(ps 71)
Elapsed . Effective Particle . p_ | Percentage
. : Temperature | Readin ' Ri'-Ry=| ..
Date Time timet _??C g 9 R/+C, =R, depth diameter | " R ° " | finer than
min n H, mm D mm d D K%
19.06.2016 9:40 0.5 25.0 17.3 17.3 128.7 0.0628 17.3 91.0
9:40 1.0 25.0 16.9 16.9 130.3 0.0453 16.9 88.6
9:42 2.0 25.0 155 155 135.2 0.0326 155 815
9:44 4.0 25.0 14.3 14.3 139.6 0.0234 14.3 75.0
9:48 8.0 25.0 12.2 12.2 146.5 0.0170 12.2 64.2
10:10 30.0 25.0 10.6 10.6 152.0 0.0089 10.6 55.8
11:40 120.0 21.0 81 8.1 161.0 0.0048 8.1 42.6
17:40 480.0 20.0 5.8 5.8 169.7 0.0025 5.8 30.2
9:40 1440.0 20.0 21 21 183.2 0.0015 21 11.0
Operator Checked Approved
Natalia Gachechiladze Tamar Gorgidze Roin Kavelashvili
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LIQUID LIMIT (CONE PENETROMETER) AND PLASTIC LIMIT

Annex 4.4, page 1/6

Job.ref GC-1630 LOCATION Georgia
_I;:(;x:n(i); gcf)nGLeior:z(i::néc;I rlgr;:;estl gation along 500 kV Ksani-Stepantsminda Borehole/Pit no. BH-1
SOIL DESCRIPTION: Sample no.
Slightly gravelly, slightly sandy intermediately plastic silty CLAY  |Depth 1.2-15
TEST METHOD: BS 1377 : Part 2: 1990 : 4.3/5 Date 21.06.2016
PLASTIC LIMIT Test no. 1 2 3 4 Average
Container no. 1 14
Mass of wet soil + container g 15.92 15.70
Mass of dry soil + container g 14.72 14.40
Mass of container g 8.00 7.10
Mass of moisture g 1.20 1.30
Mass of dry soil g 6.72 7.30
Moisture content % 17.9 17.8 17.8
LIQUID LIMIT Tes 1 2 3 4
Initia dial gauge reading mm| 0.0 0.0[00|00]|00[00[00|00]|]00]| 00 00 | 00
Final dial gauge reading mm| 15.0(15.1(15.0{18.2| 18.3| 18.2( 20.4|20.4| 20.3| 22.7 | 22.8 |22.8
Average penetration mm 15.0 18.2 204 22.8
Container no. XX 30 19 52
Mass of wet soil + container g 35.20 30.55 37.88 42.80
Mass of dry soil + container g 29.24 25.85 31.02 34.92
Mass of container g 12.22 12.90 12.70 15.00
Mass of moisture g 5.96 4.70 6.86 7.88
Mass of dry soil g 17.02 12.95 18.32 19.92
Moisture content % 35.0 36.3 374 39.6
Sample preparation
26.0 as received
washed on 425 mm sieve
g 240 air dried at °c
s 220 oven dried at 105 °C
8 not known
5 200 . .
= Proportion retained
§ 180 > on 425 mm sieve %
% 160 Liqui.d Iim?t 37.6 %
Plastic limit 17.8 %
14.0 Plasticity index 19.8
34 35 36 37 38 39 40
Operator Checked Approved
Moisture content, % T.Gorgidze| R.Kavelashvili| L.Gorgidze
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LIQUID LIMIT (CONE PENETROMETER) AND PLASTIC LIMIT

Job.ref GC-1630 LOCATION Georgia
_I;:(;x:n(i); gcf)nGLeior:z(i::néc;I rlgr;:;estl gation along 500 kV Ksani-Stepantsminda Borehole/Pit no. BH-1
SOIL DESCRIPTION: Sample no.
Slightly sandy intermediately plastic silty CLAY Depth 2.7-3.0
TEST METHOD: BS 1377 : Part 2: 1990 : 4.3/5 Date 21.06.2016
PLASTIC LIMIT Test no. 1 2 3 4 Average
Container no. 15 18"
Mass of wet soil + container g 14.10 15.40
Mass of dry soil + container g 12.90 14.08
Mass of container g 5.90 6.50
Mass of moisture g 1.20 1.32
Mass of dry soil g 7.00 7.58
Moisture content % 17.1 17.4 17.3
LIQUID LIMIT Tes 1 2 3 4
Initia dial gauge reading mm| 0.0 0.0[00|00]|00[00[00|00]|]00]| 00 00 | 00
Final dial gauge reading mm| 16.8| 16.7(16.8|18.1]| 18.0| 18.0(20.2{ 20.2| 20.3| 25.5 | 24.6 | 24.6
Average penetration mm 16.8 18.0 20.2 24.9
Container no. 32 37 43 0
Mass of wet soil + container g 41.60 37.40 37.40 37.40
Mass of dry soil + container g 32.90 29.45 29.40 29.21
Mass of container g 12.62 11.60 12.20 12.80
Mass of moisture g 8.70 7.95 8.00 8.19
Mass of dry soil g 20.28 17.85 17.20 16.41
Moisture content % 42.9 445 46.5 499
Sample preparation
27.0 as received
washed on 425 mm sieve
g 20 air dried at °c
s 230 oven dried at 105 °C
8 not known
5 210 . .
= RSy Eyuuy ApuNN ApnyD > Proportion retained
g 190 on 425 mm sieve %
E 170 f—gt :;:qUi'd Iim?t 46.0 %
1 astic limit 17.3 %
15.0 —= Plasticity index 28.7
42 43 44 45 46 47 48 49 50 51
Operator Checked Approved
Moisture content, % T.Gorgidze| R.Kavelashvili| L.Gorgidze
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LIQUID LIMIT (CONE PENETROMETER) AND PLASTIC LIMIT

Moisture content, %

Job.ref GC-1630 LOCATION Georgia
_I;:(;x;(i); gcf)nGLeior:z(i::nci;c;I rlgr;:;esti gation along 500 kV Ksani-Stepantsminda Borehole/Pit no. BH-1
SOIL DESCRIPTION: Sample no.
Slightly sandy intermediately plastic silty CLAY Depth 4.8-5.0
TEST METHOD: BS 1377 : Part 2: 1990 : 4.3/5 Date 21.06.2016
PLASTIC LIMIT Test no. 1 2 3 4 Average
Container no. 6 16
Mass of wet soil + container g 15.29 14.10
Mass of dry soil + container g 13.88 12.85
Mass of container g 6.20 6.10
Mass of moisture g 141 1.25
Mass of dry soil g 7.68 6.75
Moisture content % 18.4 185 18.4
LIQUID LIMIT Tes 1 2 3 4
Initia dial gauge reading mm| 0.0 0.0[00|00]|00[00[00|00]|]00]| 00 0.0 | 0.0
Final dial gauge reading mm| 15.5|15.6(15.5|18.1|18.0(18.0|22.4(22.1|22.3| 24.1 | 242 |24.1
Average penetration mm 155 18.0 22.3 24.1
Container no. K 100 23 5
Mass of wet soil + container g 28.40 35.62 40.87 32.60
Mass of dry soil + container g 23.00 27.90 32.15 26.20
Mass of container g 9.85 9.85 12.85 12.70
Mass of moisture g 5.40 7.72 8.72 6.40
Mass of dry soil g 13.15 18.05 19.30 13.50
Moisture content % 41.1 42.8 45.2 47.4
Sample preparation
as received
260 washed on 425 mm sieve
E 20 air dried at °c
S g oven dried at 105 °c
8 not known
g 200 . Proportion retained
® 180 | on 425 mm sieve %
g, ! Liquid limit 44.1 %
s ; Plastic limit 184 %
14.0 Plasticity index 25.7
40 41 42 43 44 45 46 47 48
Operator Checked Approved

T.Gorgidze| R.Kavelashvili

L.Gorgidze
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LIQUID LIMIT (CONE PENETROMETER) AND PLASTIC LIMIT

Job.ref GC-1630 LOCATION Georgia
_I;:(;x;(i); gcf)nGLeior:z(i::nci;c;I rlgr;:;esti gation along 500 kV Ksani-Stepantsminda Borehole/Pit no. BH-1
SOIL DESCRIPTION: Sample no.
Sandy clayey very silty GRAVEL Depth 54-5.7
TEST METHOD: BS 1377 : Part 2: 1990 : 4.3/5 Date 21.06.2016
PLASTIC LIMIT Test no. 1 2 3 4 Average
Container no. 4 12
Mass of wet soil + container g 15.00 16.00
Mass of dry soil + container g 13.83 14.91
Mass of container g 5.50 7.20
Mass of moisture g 117 1.09
Mass of dry soil g 8.33 7.71
Moisture content % 14.0 14.1 14.1
LIQUID LIMIT Tes 1 2 3 4
Initial dial gauge reading mm| 0.0 0.0[00|00]|00[00[00|00]|]00]| 00 00 | 00
Final dial gauge reading mm| 16.0( 16.1[16.0| 19.3| 19.2| 19.3(20.5{20.4|20.4| 26.4 | 26.5 | 26.4
Average penetration mm 16.0 19.3 204 26.4
Container no. 46 F A 50
Mass of wet soil + container g 32.68 29.78 34.62 46.20
Mass of dry soil + container g 28.40 25.17 28.72 38.27
Mass of container g 13.30 9.97 10.50 15.60
Mass of moisture g 4.28 4.61 5.90 7.93
Mass of dry soil g 15.10 15.20 18.22 22.67
Moisture content % 284 30.3 324 35.0
Sample preparation
28.0 asreceived
26.0 washed on 425 mm sieve
£ air dried at °C
& 24.0 oven dried at 105 °c
§ 220 not known
g 20.0 i Proportion retained
T g0 i on 425 mm sieve %
% | Liquid limit 31.2 %
o 160 ! Plastic limit 14.1 %
140 ' Plasticity index 17.1
27 28 29 30 31 32 33 34 35 36
Operator Checked Approved
Moisture content, % T.Gorgidze| R.Kavelashvili| L.Gorgidze
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Job.ref GC-1630 LOCATION Georgia
_I;:(;x;(i); gcf)nGLeior:z(i::nci;c;I rlgr;:;esti gation along 500 kV Ksani-Stepantsminda Borehole/Pit no. BH-1
SOIL DESCRIPTION: Sample no.
Sandy clayey very silty GRAVEL with little cobbles content Depth 6.3-7.0
TEST METHOD: BS 1377 : Part 2: 1990 : 4.3/5 Date 21.06.2016
PLASTIC LIMIT Test no. 1 2 3 4 Average
Container no. 1 11
Mass of wet soil + container g 14.20 15.60
Mass of dry soil + container g 13.39 14.35
Mass of container g 8.00 6.20
Mass of moisture g 0.81 1.25
Mass of dry soil g 5.39 8.15
Moisture content % 15.0 15.3 15.2
LIQUID LIMIT Tes 1 2 3 4
Initial dial gauge reading mm| 0.0 0.0[00|00]|00[00[00|00]|]00]| 00 00 | 00
Final dial gauge reading mm| 15.8|15.8( 15.9]18.8| 18.7( 18.8| 20.3(20.3| 20.2| 25.4 | 255 | 255
Average penetration mm 158 18.8 20.3 255
Container no. A B 92 Xl
Mass of wet soil + container g 33.50 30.56 36.25 45.20
Mass of dry soil + container g 28.34 25.55 29.43 36.21
Mass of container g 10.50 9.70 9.62 12.30
Mass of moisture g 5.16 5.01 6.82 8.99
Mass of dry soil g 17.84 15.85 19.81 23.91
Moisture content % 289 31.6 344 37.6
Sample preparation
28.0 asreceived
26.0 washed on 425 mm sieve
£ air dried at °c
& 24.0 oven dried at 105 °c
§ 220 not known
g 20.0 i Proportion retained
T 480 i on 425 mm sieve %
% i Liquid limit 33.1 %
o 160 == ! Plastic limit 15.2 %
140 +— : Plasticity index 17.9
28 30 32 34 36 38
Operator Checked Approved
Moisture content, % T.Gorgidze| R.Kavelashvili| L.Gorgidze




Annex 4.4, page 6/6

LIQUID LIMIT (CONE PENETROMETER) AND PLASTIC LIMIT

Job.ref GC-1630 LOCATION Georgia
_I;:(;x;(i); gcf)nGLeior:z(i::nci;c;I rlgr;:;esti gation along 500 kV Ksani-Stepantsminda Borehole/Pit no. BH-1
SOIL DESCRIPTION: Sample no.
Slightly gravelly, dightly sandy intermediately plastic silty CLAY  [Depth 8.5-8.8
TEST METHOD: BS 1377 : Part 2: 1990 : 4.3/5 Date 21.06.2016
PLASTIC LIMIT Test no. 1 2 3 4 Average
Container no. 14 19
Mass of wet soil + container g 15.99 16.00
Mass of dry soil + container g 14.44 14.29
Mass of container g 7.10 6.31
Mass of moisture g 1.55 171
Mass of dry soil g 7.34 7.98
Moisture content % 211 214 21.3
LIQUID LIMIT Tes 1 2 3 4
Initial dial gauge reading mm| 0.0 0.0[00|00]|00[00[00|00]|]00]| 00 00 | 00
Final dial gauge reading mm| 15.5|15.6(15.4]| 18.6| 18.4( 18.6|21.5(21.6|21.6| 249 | 24.8 |24.8
Average penetration mm 155 185 21.6 24.8
Container no. 5 82 43 A
Mass of wet soil + container g 37.96 27.10 41.60 40.83
Mass of dry soil + container g 31.00 22.22 32.74 32.05
Mass of container g 12.70 10.17 12.20 12.58
Mass of moisture g 6.96 488 8.86 8.78
Mass of dry soil g 18.30 12.05 20.54 19.47
Moisture content % 38.0 40.5 431 45.1
Sample preparation
28.0 asreceived
26.0 washed on 425 mm sieve
£ air dried at °c
& 24.0 oven dried at 105 °c
§ 220 0 not known
g 20.0 i Proportion retained
T 480 i on 425 mm sieve %
% i Liquid limit 41.6 %
o 160 ! Plastic limit 21.3 %
140 : Plasticity index 20.3
37 39 41 43 45
Operator Checked Approved
Moisture content, % T.Gorgidze| R.Kavelashvili| L.Gorgidze
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EnGINEERING Project: GC-1630 Provision of Geotechnical Investigation along 500 kV Ksani-Stepantsminda
Transmission Line in Georgia

Test Method:

Density test

BS 1377: Part 9: 1990: 2.4

e ’a | o CT)
c (2] -— )
: il Sl |5 |3 |G
g e | E|2E|l 2|3 |& |egv]| ®
S < 8 | & | = 25 ls6e| 85| 2
< Q 2 = ) = . o
** E 5 5 S3 § g % g s 5 g Soil Description:
2 a S | 5% 5 5 < 0| S
Q O o 3 » 2 is) 1S =
- 5 8 | & |§ |32 B
= = = - >
Slightly gravelly, slightly sandy
1 1 1.2-1.5 49 351.20 | 82.20 | 269.00 | 34.00 | 136.80 | 1.97 intermediately plastic silty
CLAY
2 1 2730 | 51 |35200| 81.71 | 270.20 | 35.00 | 138.00 | 1.96 | Stigntly sandy intermediately
plastic silty CLAY
) Slightly sandy intermediately
3 1 4.8-5.0 2747.00 1346.08 | 2.04 plastic silty CLAY
4 1 54-5.7 320.70 148.00 | 2.17 Sandy clayey very silty
o ’ ’ ' GRAVEL
Sandy clayey very silty
5 1 6.3-7.0 284.45 135.70 | 2.10 GRAVEL with little cobbles
content
Slightly gravelly slightly
6 1 8.5-8.8 267.55 137.00 [ 1.95 sandy,intermediately plastic
silty CLAY
Operator Checked Approved Date
Tamar Gorgidze Natalia Gachechiladze Roin Kavelashvili 21.06.2016




ANNEX 4.6

Mineral particles density



Particle Density (Pyknometer)

Annex 4.6, page 1/1

Project: GC-1630 Provision of Geotechnical Investigation along 500 kV Ksani-Stepantsminda Transmission Line in Georgia

Test Method: BS 1377 : Part 2 : 1990 : 8.4

g g 2 " E
C — © o 2 S
s g |z 3 2 N S 8 sE| 2
c IS = + o = = E =) © ,—(\Z‘ )
£ E 2|12 _|2_|3,|%8 So|lco|so|2e| =
3 < 5 |+t 2| E2 | 5222|5583 o 2 i
* < =4 2 oL S & 2 1% o E|lSE|[3E | ag 5 Soil Description:
5 8 E | 3 5 3 % ge|2€|sE|B<| &
5| 0 » — WY S » o c °
o g “ %) S} = 5 ) IS o)
m > o o n %) o 3 = ©
a A = » ® = o é s
© g © > ©
s = o
Slightly gravelly,
1| 1 | 1215 | 446 | 152.65| 58.00 | 143.15| 43.00 | 15.00 | 100.15| 94.65 | 550 | 273 |  Stghtlysandy
intermediately plastic
silty CLAY
Slightly sandy
2 1 2.7-3.0 556 | 155.92( 60.72 | 146.40( 45.72 | 15.00 | 100.68| 95.20 | 5.48 2.74 | intermediately plastic
silty CLAY
Slightly sandy
3 1 4.8-5.0 731 | 151.70| 57.01 | 142.20| 42.01 | 15.00 | 100.19| 94.69 | 5.50 2.73 | intermediately plastic
silty CLAY
Slightly gravelly
4 1 8.5-8.8 39 |138.00| 45.68 | 128.50| 30.68 | 15.00 | 97.82 | 92.32 [ 5.50 2.73 .sllghtly .
sandy,intermediately
plastic silty CLAY
Operator Checked Approved Date
Tamar Gorgidze Natalia Gachechiladze Roin Kavelashvili 21.03.2016




ANNEX 4.7

Tensile strength in uniaxial
Compression
(soils)
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Unconfined Compression Test, Soils
Location Georgia

Project Name: GC-1630

Prowsmn_of Geotechn_lca}l InV(_estlgatlon alqng 500 kV Ksani- Borehole BH-1
Stepantsminda Transmission Line in Georgia —_—

Soil description Sample no:

. . . . Depth, m 1.2-15
Slightly gravelly, slightly sandy intermediately P

Test method BS 1377 : Part 7:1990: 7.2

Type of specimen Undisturbed/compacted* Nominal diameter mm
Preparation procedure

) ) - Sketch showing specimen
Specimen details Initially After test ——
location in original sample

Diameter Dl 951 |Mass g 46.18

mm

Area Ay,

) 7100 Dry mass g 36.85

mm

Lengt 193.0

Lo, mm ' Moisture content % 253

Volume cm’ 1370.21

Mass g 2697

Density ~ Mg/m® 1.97

Operator Checked Approved
N.Gachechiladze T. Gorgidze R. Kavelashvili




Unconfined Compression Test, Soils

Project Name: GC-1630 Annex 4.7, page 2/6
Location Georgia
Provision of Geotechnical Investigation along 500 kV Ksani-
Stepantsminda Transmission Line in Georgia
Borehole BH-1
Soil description Sample no:
Slightly gravelly, slightly sandy intermediately plastic silty CLAY Depth, m 1215
Date 21.06.2016
Test method |—I BS 1377 : Part7:1990: 7.2
Compression test
Machine no. 24-9160 | Rate of deformation 1 | mm/min
Force device no. "1155-16-19694" Mean calibration 84 N/division Stress klPaIdivision
Comprelssmn of Relativ_e Strain Axial force Corrected area Axial stress
Time specimen deformation Force gauge
H:Min:Seg AL AL c o AL reading . N A Ao e = 1000P Pa
mm % Lo 1 = A
0:00:00 0.00 0.00 0.0000 0.0000 0.0 0.0 7099.55 0.00
0:00:15 0.20| 0.10 0.0010 0.0010 14.8 123.9 7106.84 17.44
0:00:30 0.45| 0.23 0.0023 0.0023 18.3 153.7 7116.18 21.60
0:00:45 0.81] 0.42 0.0042 0.0042 26.7 2245 7129.62 31.49
0:01:00 1.05| 0.54 0.0054 0.0054 40.1 336.8 7138.20 47.18
0:01:15 1.29] 0.67 0.0067 0.0067 49.0 411.7 7147.21 57.60
0:01:30 1.54] 0.80 0.0080 0.0080 56.0 470.4 7156.65 65.73
0:01:45 1.80] 0.93 0.0093 0.0093 64.0 537.6 7166.38 75.02
0:02:00 2.90|] 1.50 0.0150 0.0150 80.0 672.0 7207.85 93.23
0:02:15 3.58| 1.85 0.0185 0.0185 89.1 748.5 7233.54 103.47
0:02:30 3.85] 1.99 0.0199 0.0199 98.0 823.3 7244.05 113.66
0:02:45 4.18| 2.17 0.0217 0.0217 104.0 873.2 7256.71 120.33
0:03:00 440 2.28 0.0228 0.0228 109.9 923.1 7265.18 127.06
0:03:15 4.68| 2.42 0.0242 0.0242 114.4 960.5 7275.79 132.02
0:03:30 4,95 2.56 0.0256 0.0256 120.3 1010.4 7286.43 138.67
0:03:45 5.25| 2.72 0.0272 0.0272 126.2 1060.3 7297.95 145.29
0:04:00 5.52| 2.86 0.0286 0.0286 132.2 1110.2 7308.66 151.91
0:04:15 5.78] 2.99 0.0299 0.0299 136.6 1147.7 7318.54 156.82
0:04:30 6.13| 3.17 0.0317 0.0317 142.6 1197.6 7332.32 163.33
0:04:45 6.38] 3.31 0.0331 0.0331 144.1 1210.0 7342.26 164.80
0:05:00 6.66] 3.45 0.0345 0.0345 153.0 1284.9 7353.10 174.74
0:05:15 6.93] 3.59 0.0359 0.0359 155.9 1309.8 7363.96 177.87
0:05:30 7.23] 3.74 0.0374 0.0374 160.4 1347.3 7375.74 182.66
0:05:45 7.56] 3.92 0.0392 0.0392 163.4 1372.2 7388.86 185.71
0:06:00 7.81| 4.05 0.0405 0.0405 167.8 1409.6 7398.96 190.52
0:06:15 8.14| 4.22 0.0422 0.0422 172.3 1447.1 7412.16 195.23
0:06:30 8.36] 4.33 0.0433 0.0433 175.2 1472.0 7421.00 198.36
0:06:45 8.68] 4.50 0.0450 0.0450 176.7 1484.2 7433.84 199.66
0:07:00 8.91| 4.62 0.0462 0.0462 177.0 1486.8 7443.17 199.75
0:07:15 9.21] 4.77 0.0477 0.0477 178.3 1497.7 7455.20 200.90
0:07:30 9.52| 4.93 0.0493 0.0493 179.5 1507.8 7467.71 201.91
0:07:45 9.79] 5.07 0.0507 0.0507 180.2 1513.7 7478.92 202.39
0:08:00 10.07| 5.22 0.0522 0.0522 181.3 1522.9 7490.16 203.32
0:08:15 10.37] 5.37 0.0537 0.0537 182.0 1528.8 7502.79 203.76
0:08:30 10.67| 5.53 0.0553 0.0553 182.5 1533.0 7515.02 203.99
0:08:45 10.95| 5.67 0.0567 0.0567 182.8 1535.5 7526.37 204.02
0:09:00 11.23| 5.82 0.0582 0.0582 183.0 1537.2 7538.21 203.92
0:09:15 11.66] 6.04 0.0604 0.0604 183.0 1537.2 7556.04 203.44
0:09:30 12.16 6.30 0.0630 0.0630 184.0 1545.6 7576.72 203.99
Maximum axial stress 1545.60 N
Sketch of Axial strain at failure 6.3 %
Unconfined compressive strength q, 203.99 kPa
Inclination of shear Operator Checked Approved
surface N.Gachechiladze T. Gorgidze R. Kavelashvili
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Unconfined Compression Test, Soils

Project Name: GC-1630 Location Georgia
Provision of Geotechnical Investigation along 500 kV )
Ksani-Stepantsminda Transmission Line in Georgia Borehole / pit BH-1
Soil description Sample no:
Slightly gravelly, slightly sandy intermediately plastic |PePth, m 12-15
silty CLAY Date 21.06.2016
Test method BS 1377 : Part7:1990:7.2
200
160
o
Qo
S
- 120
—
o
]
o 80
)
w
<
Z 40
0
0.00 001 001 002 002 003 003 004 004 005 005 006 006 007 007
Relative deformation & mm
Operator Checked Approved

N.Gachechiladze

T. Gorgidze

R. Kavelashvili
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Unconfined Compression Test, Soils
Location Georgia
Project Name: GC-1630
Prowson_of Geotechn.lcql Invgstlgatlon alqng 500 kV Ksani- Borehole BH-1
Stepantsminda Transmission Linein Georgia
Soil description Sample no:
Depth, m 4.8-5.0
Slightly sandy intermediately plastic silty CLAY
Date 21.06.2016
Test method BS1377: Part7:1990: 7.2
Type of specimen Undisturbed/compacted* Nominal diameter mm
Preparation procedure
. . o Sketch showing specimen
Specimen details Initially After test ———
location in original sample
Diameter D 950 |Mass g 52.68
mm
Area Ag
B ’ 7085 Dry mass g 42.45
mm
Lengt 190.0
Lo mm ' Moisture content % 24.1
Volume cm® 1346.08
Mass g 2747
Density Mg/m® 2.04
Operator Checked Approved
N.Gachechiladze T. Gorgidze R. Kavelashvili
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Unconfined Compression Test, Soils

Project Name: GC-1630
Location Georgia
Provision of Geotechnical Investigation along 500 kV Ksani-
Stepantsminda Transmission Line in Georgia
Borehole BH-1
Soil description Sample no:
Slightly sandy intermediately plastic silty CLAY Depth, m 4850
Date 21.06.2016
Test method |—| BS 1377 Part 7: 1990 : 7.2
Compression test
Machine no. 249160 [ Rate of deformation| 1 [ mm/min
Force device no. "1155-16-19694" Mean calibration 84 Ndvison Stress klPa/division
Compre§ sion of Relati@ Strain Axial force Corrected area Axial stress
Time specimen deformation Force gauge
H:Min:Seg AL AL . A reading PN A _ Ao . 1000P Pn
mm % Lo 1— = A
0:00:00 0.00 [ 0.00 0.0000 0.0000 0.0 0.0 7084.63 0.00
0:00:15 0.18] 0.09 0.0009 0.0009 14.0 117.6 7091.34 16.58
0:00:30 0.41] 0.22 0.0022 0.0022 252 211.7 7099.95 29.81
0:00:45 0.74] 0.39 0.0039 0.0039 37.8 317.5 7112.33 44.64
0:01:00 0.95] 0.50 0.0050 0.0050 46.2 388.1 7120.23 54.50
0:01:15 1.17] 0.62 0.0062 0.0062 51.8 435.1 7128.52 61.04
0:01:30 1.40] 0.74 0.0074 0.0074 56.0 470.4 7137.22 65.91
0:01:45 230 121 0.0121 0.0121 70.0 588.0 7171.44 81.99
0:02:00 297 1.56 0.0156 0.0156 84.0 705.6 7197.13 98.04
0:02:15 325 171 0.0171 0.0171 92.4 776.2 7207.92 107.68
0:02:30 3.50| 1.84 0.0184 0.0184 98.0 823.2 7217.58 114.05
0:02:45 3.80| 2.00 0.0200 0.0200 103.6 870.2 7229.21 120.38
0:03:00 400 2.11 0.0211 0.0211 107.8 905.5 7236.98 125.12
0:03:15 425 224 0.0224 0.0224 113.4 952.6 7246.72 131.45
0:03:30 450 2.37 0.0237 0.0237 119.0 999.6 7256.49 137.75
0:03:45 477] 2.51 0.0251 0.0251 124.6 1046.6 7267.07 144.03
0:04:00 5.02| 2.64 0.0264 0.0264 128.8 1081.9 7276.89 148.68
0:04:15 525 276 0.0276 0.0276 134.4 1129.0 7285.95 154.95
0:04:30 557 2.93 0.0293 0.0293 135.8 1140.7 7298.59 156.29
0:04:45 580 3.05 0.0305 0.0305 144.2 1211.3 7307.70 165.75
0:05:00 6.05| 3.18 0.0318 0.0318 147.0 1234.8 7317.63 168.74
0:05:15 6.30[ 3.32 0.0332 0.0332 151.2 1270.1 7327.59 173.33
0:05:30 6.57| 3.46 0.0346 0.0346 154.0 1293.6 7338.38 176.28
0:05:45 6.87| 3.62 0.0362 0.0362 158.2 1328.9 7350.40 180.79
0:06:00 7.10[ 3.74 0.0374 0.0374 162.4 1364.2 7359.64 185.36
0:06:15 7.40| 3.89 0.0389 0.0389 165.2 1387.7 7371.73 188.24
0:06:30 7.60[ 4.00 0.0400 0.0400 169.4 1423.0 7379.82 192.82
0:06:45 7.89 4.15 0.0415 0.0415 172.2 1446.5 7391.57 195.69
0:07:00 8.10[ 4.26 0.0426 0.0426 175.0 1470.0 7400.10 198.65
0:07:15 8.37| 4.41 0.0441 0.0441 176.4 1481.8 7411.10 199.94
0:07:30 8.65| 4.55 0.0455 0.0455 179.2 1505.3 7422.55 202.80
0:07:45 8.90 4.68 0.0468 0.0468 182.0 1528.8 7432.79 205.68
0:08:00 9.15| 4.82 0.0482 0.0482 184.8 1552.3 7443.07 208.56
0:08:15 9.43] 4.96 0.0496 0.0496 186.2 1564.1 7454.61 209.81
0:08:30 9.70[ 5.11 0.0511 0.0511 187.6 1575.8 7465.77 211.08
0:08:45 9.95] 5.4 0.0524 0.0524 190.4 1599.4 7476.14 213.93
0:09:00 10.21] 5.37 0.0537 0.0537 191.8 1611.1 7486.95 215.19
0:09:15 10.60] 5.58 0.0558 0.0558 193.2 1622.9 7503.23 216.29
0:09:30 11.05] 5.82 0.0582 0.0582 195.3 1640.5 7522.09 218.09
0:09:45 11.25] 5.92 0.0592 0.0592 194.6 1634.6 7530.51 217.07
0:10:00 11.50[ 6.05 0.0605 0.0605 194.6 1634.6 7541.06 216.77
0:10:15 11.90] 6.26 0.0626 0.0626 193.2 1622.9 7557.99 214.72
0:10:30 12.05] 6.34 0.0634 0.0634 191.8 1611.1 7564.36 212.99
Maximum axial stress 1640.52 N
Sketch of Axial strain at failure 6.34 %
Unconfined compressive strength q, 216.87 kPa
Inclination of shear Operator Checked Approved
surface N.Gachechiladze T. Gorgidze R. Kavelashvili
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Unconfined Compression Test, Soils

Project Name: GC-1630 L ocation Georgia

Provision of Geotechnical Investigation along 500 kV

Ksani-Stepantsminda Transmission Line in Georgia Borehole / pit BH-1
Soil description Sample no:
Depth, m 4.8-5.0
Slightly sandy intermediately plastic silty CLAY
Date 21.06.2016
Test method BS1377:Part7:1990:7.2
300
250
0—00-0—gy
< 200
o
S
© 150
a
e
= 100
(7]
8
<
< 50
0

000 001 001 002 002 003 003 004 004 005 005 006 006 007 007

Relative deformation & mm

Operator Checked Approved

N.Gachechiladze T. Gorgidze R. Kavelashvili




ANNEX 4.8

Shear test of soil
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Soil Shear test data

Project Name GC-1630 Location Georgia
Provision of Geotechnical Investigation along 500 kV Ksani-
Stepantsminda Transmission Line in Georgia Bli# BH-1
Soil description Sample no.
Slightly sandy intermediately plastic silty CLAY Depth, m 2.7-3.0
Data 18.06.2016
Moisture content , % 19.0 Density, gr/cm® 1.96

BC 1377 : Part 7 : 1990

2ES|BbES|2ES|DES|ES|nE S| 2ES|PES|2ES|HES|ES|BES
»Lon = .2 X »Lon = .2 X »Len = .2 X »Len = .2 X »Lon = .2 X »Len = .2 X

Sc|ag8 | 8| | 8c|a8 | Z<|ag8 | S<|ad | Z<c|g8 ¢

1.0kg/cm? 2.0kg/cm? 3.0kg/cm?

0.00 0.000 0.00 0.00 0.00 0.000 0.00 0.00 0.00 0.000 0.00 0.00
0.090 0.025 0.001 0.050 0.019 0.075

0.158 0.050 0.080 0.100 0.025 0.150

0.248 0.075 0.150 0.150 0.100 0.225

0.293 0.100 0.230 0.200 0.130 0.300

0.338 0.125 0.270 0.250 0.160 0.375

0.428 0.150 0.320 0.300 0.180 0.450

0.473 0.175 0.380 0.350 0.210 0.525

0.540 0.200 0.450 0.400 0.300 0.600

0.653 0.225 0.510 0.450 0.390 0.675

0.743 0.250 0.590 0.500 0.450 0.750

0.833 0.275 0.620 0.550 0.500 0.825

0.990 0.300 0.690 0.600 0.590 0.900

0.986 0.325 0.750 0.650 0.630 0.975

1.064 0.350 0.790 0.700 0.690 1.050

1.143 0.375 0.850 0.750 0.730 1.125

1.221 0.400 0.960 0.800 0.780 1.200

1.299 0.425 1.050 0.850 0.820 1.275

1.377 0.450 1.120 0.900 0.860 1.350

1.455 0.475 1.450 0.950 0.920 1.425

1.533 0.500 1.560 1.000 0.980 1.500

1.611 0.525 1.620 1.050 1.080 1.575

1.690 0.550 1.700 1.100 1.240 1.650

1.768 0.575 1.750 1.150 1.345 1.725

1.846 0.600 1.790 1.200

1.924 0.625 1.860 1.250

2.002 0.650 1.910 1.300

2.077 0.675 2.150 1.350

2.155 0.700

2.233 0.725

2.310 0.750

2.388 0.775

2.466 0.800

2.544 0.825

2.622 0.850

2.699 0.875

2.777 0.900

2.855 0.925

2.870 0.950

2.950 0.975

sheet 1 of 2 Operator Checked Approved
N.Gachechiladze T. Gorgizde R. Kavelashvili




Soil Shear test data

Annex 4.8, page 2/2

j i eorgia
Project Name GCc-1630 |Location Georg
Provision of Geotechnical Investigation along 500 kV
) : s L ) BH# BH-1
Ksani-Stepantsminda Transmission Line in Georgia e
Soil description Sample no.
Slightly sandy intermediately plastic silty CLAY Depth, m 2.7-3.0
Data 18.06.2016
3.000 -
2.500 ‘
E 2000
w
=)
@ 1.500 =
) - L I
‘(7)‘ .I :
g 1.000 - | o 30igEm2
6 & '///—_- ,,-—"“-/
) ]
0.500 {— = s e
=
- ' ._.-."-‘
0.000 w""".. :
0.0 0.5 1.0 1.5 2.0 25 3.0 35 4.0
Horizontal displacement, AL mm
300
250
S
a
=< 200
w
>
$ 150 == —
$ 100
<
[}
50
0
0 50 100 150 200 250 300 350 400
Normal stress, kPa
Normal stress kPa 100.00 | 200.00 300.00
Peak Shear stress kPa 97.5 135.0 172.5
Shear strength parameters
) c' kPa 60.0
Maximum
¢'deg 20.6
Operator Checked Approved
sheet 2 of 2

N.Gachechiladze

T. Gorgidze

R. Kavelashvili




ANNEX 5

Calculations for shear
Parameters
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ANNEX 6

Soils chemical composition
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Aggressivity to Concretes
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ANNEXY

Solls vertical electric sounding
(VES)
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ANNEX 8

Photographic logs
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